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SITE PLAN CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC IT
AS1-1

 1/16" = 1'-0"

4 SITE PLAN

ALL EXISTING SITE IMPROVEMENTS INCLUDING ROADWAYS, LOADING AREA PAVEMENT, PARKING
LOTS, SIDEWALKS, PAVEMENTS, CURBS, GUTTERS, HARDSCAPE AND LANDSCAPE AREAS, AREA
DRAINS, CATCH BASINS, PLANTINGS, SITE FURNITURES, ETC. SHOWN ARE FOR REFERENCE ONLY.
CONTRACTOR SHALL VERIFY EXACT CONDITIONS IN FIELD.

PROTECT EXISTING BUILDINGS DURING CONSTRUCTION, MAINTAIN EGRESS FROM EXITS OF
EXISTING BUILDINGS.

SEE CIVIL AND LANDSCAPE DRAWINGS FOR SITE DEMOLITION AND CONSTRUCTION WORK.

FINISH GRADE TO SLOPE AWAY FROM BUILDING AT 2 PERCENT MINIMUM, TYPICAL. SEE LANDSCAPE
AND CIVIL DRAWINGS FOR FINAL GRADING.

VERIFY SITE UTILITY LOCATIONS PRIOR TO STARTING ANY GRADING OR EARTHWORK.

REMOVE, SALVAGE AND RELOCATE EXISTING SITE SIGNAGE INCLUDING, BUT NOT LIMITED TO,
ACCESSIBILITY SIGNAGE, PARKING SIGNAGE, OR OTHER SITE SIGNAGE, COORDINATE WITH
COR FOR EXACT LOCATION FOR RELOCATION.  SIGNAGES THAT ARE NOT RE-INSTALLED
SHALL BE DELIVERED TO THE GOVERNMENT AS DIRECTED BY COR.

PROTECT ALL EXISTING SITE IMPROVEMENTS, PLANTINGS, IRRIGATION SYSTEM AND EXISTING
CONSTRUCTION NOT INCLUDED IN THIS CONTRACT. IF THERE IS ANY DAMAGE TO EXISTING SITE
IMPROVEMENTS, PLANTINGS, IRRIGATION SYSTEM AND EXISTING CONSTRUCTION, CONTRACTOR
SHALL BE RESPONSIBLE FOR THE REPAIR AND RESTORATION OF SUCH ITEMS TO THE ORIGINAL
CONDITION AT NO ADDITIONAL COST TO THE CONTRACT SUM.

1.

2.

4.

6.

9.

10.

3.

NOTES

ALL DIMENSIONS ARE TO FACE OF BUILDING FINISH, FACE OF WALL, FACE OF WALK, FACE OF CURB
UNLESS OTHERWISE NOTED.

5.

7. ALL EXTERIOR PAVEMENT, SIDEWALKS, ETC. TO RECEIVE NON-SLIP FINISH. SEE LANDSCAPE
DRAWINGS.

8. PROTECT EXISTING SITE AND BUILDINGS OUTSIDE OF THE PROJECT AREA, MAINTAIN EGRESS
FROM EXITS OF EXISTING BUILDINGS.

CONSTRUCTION FENCES LOCATIONS SHOWN ARE APPROXIMATE, PROVIDE CONSTRUCTION
FENCE AROUND THE ENTIRE AREA OF DEMOLITION AND CONSTRUCTION SITE, COORDINATE WITH
COR FOR EXACT LOCATION AND EXTENT. PROVIDE ACCESS GATES AS REQUIRED FOR
ACCESSING CONSTRUCTION SITE, NOT ALL ACCESS GATES ARE SHOWN.

CONTRACTOR STAGING AREA SHALL BE LOCATED WITHIN THE CONSTRUCTION FENCE AREA.
COORDINATE WITH COR FOR EXACT LOCATION FOR CONTRACTOR STAGING AREA.

PROVIDE CONSTRUCTION SIGN OUTSIDE OF CONSTRUCTION FENCE AT LOCATIONS AS
DIRECTED BY COR.

11.

12.

13.

CONTRACTOR SHALL CONDUCT ALL GRADING OPERATIONS IN SUCH A MANNER AS TO
PRECLUDE WIND BLOWN DIRT AND DUST AND RELATED DAMAGE TO NEIGHBORING
PROPERTIES.  CONTRACTOR SHALL ASSUME LIABILITY FOR CLAIMS RELATED TO WIND BLOWN
MATERIAL AND SHALL BE RESPONSIBILE FOR PROPER EROSION AND DUST CONTROL.

14.

CONTRACTOR SHALL CONFORM TO THE RULES AND REGULATIONS OF THE STATE CONSTRUCTION
SAFETY ORDINANCE PERTAINING TO EXCAVATIONS AND TRENCHES.

15.

TRENCH EXISTING PAVEMENT AREA INCLUDING AREA OUTSIDE OF CONSTRUCTION FENCE AS
REQUIRED FOR DEMOLITON AND NEW CONSTRUCTION WORK, PATCH PAVEMENT TO MATCH
EXISITNG ADJACENT PAVEMENT IN CONSTRUCTON MATERIALS AGGREGATE BASE, SUB-BASE,
COLORS AND FINISHES.

16.

CONTRACTOR SHALL PROVIDE ALL LIGHTS, SIGNS, BARRICADES, FLAGGERS, TRENCH PLATES
OR OTHER DEVICES NECESSARY TO PROVIDE PUBLIC SAFETY AND AS REQUIRED BY COR.

17.

CONTRACTOR SHALL BE RESPONSIBLE TO REPAIR OR REPLACE ANY EXISITNG IMPROVEMENTS
OR UNDERGROUND UTILITIES DAMAGED BY HIM/HER, HIS/HER SUBCONTRACTORS OR HIS/HER
SUPPLIERS.

18.

17

PROVIDE GALV. STEEL INVERTED-U CIRCLE STYLE BIKE RACKS AND CONCRETE PAVING AS
REQUIRED FOR RACK INSTALLATION.  LOCATIONS FOR BIKE RACKS SHOWN ARE
APPROXIMATE, COORDINATE AND VERIFY EXACT LOCATIONS OF BIKE RACKS WITH COR
PRIOR TO INSTALLATION.

19.
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EXTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS3-1

 1/4" = 1'-0"

2 NORTH ELEVATION

 1/4" = 1'-0"

4 WEST ELEVATION
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EXTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS3-2

 1/4" = 1'-0"

2 SOUTH ELEVATION

 1/4" = 1'-0"

4 EAST ELEVATION
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BUILDING SECTIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC CK
AS3-3

 1/4" = 1'-0"

2 BUILDING SECTION

 1/4" = 1'-0"

4 BUILDING SECTION
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FIRST FLOOR PLAN CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC/TW
AS4-1

 1/4" = 1'-0"

4 FIRST FLOOR PLAN

ALL FURRING SHALL BE TYPE A, UNLESS OTHERWISE NOTED.

ALL NON FIRE RATED PARTITIONS SHALL BE TYPE B, UNLESS OTHERWISE NOTED.

ALL ONE HOUR FIRE RATED PARTITIONS SHALL BE TYPE C, UNLESS OTHERWISE NOTED.

ALL SHAFT PARITIONS SHALL BE TYPE D, UNLESS OTHERWISE NOTED.

PROVIDE THERMAL INSULATION WITH A MINIMUM R-VALUE OF R19 WITHIN THE CAVITY OF ALL
EXTERIOR WALL FRAMING, INSULATION SHALL START FROM SLAB TO UNDERSIDE OF STRUCTURE,
UNLESS OTHERWISE NOTED.

ADJUST FURRING SPACE AS NECESSARY TO CLEAR ANY PIPES OR CONDUITS WITHIN THE FURRING
SPACE. PROVIDE 1/2-INCH MINIMUM CLEARANCE BETWEEN PIPES, CONDUITS AND THE BACK OF
GYPSUM BOARD, UNLESS OTHERWISE NOTED.

1.

2.

3.

4.

5.

6.

PROVIDE ACOUSTICAL INSULATION, MINIMUM 3 1/2-INCH THICK, AT SOUND RATED PARTITION. EXTEND
SOUND INSULATION TO UNDERSIDE OF STRUCTURE, SOUND INSULATION SHALL BE CONTINUOUS BEHIND
PANELS, FIXTURES, AND OTHER WALL PENETRATIONS. EXTEND BOTH SIDES OF GYPSUM BOARD TO
UNDERSIDE OF STRUCTURE AND SEAL AIR TIGHT, TYPICAL, UNLESS OTHERWISE NOTED.

WHERE FLOOR FINISHES CHANGE BETWEEN ROOMS, TRANSITION SHALL OCCUR AT CENTER OF DOOR.

PROVIDE AND COORDINATE BACKING PLATES FOR ALL ACCESSORIES, CASEWORK, EQUIPMENT, ETC.,
SEE SHEET AS9-1A FOR BACKING PLATE TYPES.

IN ALL CONSTRUCTION AREAS, SEAL ALL PENETRATIONS SUCH AS DUCTS, CONDUITS, PIPES, ETC. THAT
PENETRATE FIRE-RATED PARTITIONS AND FLOOR/CEILING ASSEMBLIES, WHETHER SHOWN OR NOT. USE
APPROPRIATE SEALANT TYPE TO MAINTAIN PROPER FIRE RATING OF THE PENETRATED ASSEMBLIES.
PENETRATIONS SHALL BE IN COMPLIANCE WITH IBC CHAPTER 7.

7.

8.

9.

10.

PROVIDE ADDITIONAL FULL HEIGHT 16 GA. STEEL STUD AT EACH ADJUSTABLE SHELVES STANDARD
LOCATION, SECURE STUD TO FLOOR AND STRUCTURE ABOVE.

11.

CEILING

0 SPECIAL

1 ACOUSTICAL CEILING TILE (ACT−1)

2 GYPSUM WALLBOARD, PAINTED

3 WOOD GRILLE CEILING

4 EXPOSED STRUCTURE

5 ACOUSTICAL CEILING TILE (ACT−2)

FLOOR / BASE

0 SPECIAL

1 RESILIENT TERRAZZO TILE / RESILIENT TERRAZZO
BASE

2 CHEMICALLY (COLD) WELDED RESILIENT SHEET
(RUBBER) / RUBBER BASE

3 THERMALLY (HEAT) WELDED RESILIENT SHEET
(RUBBER) / INTEGRAL COVE BASE

4 PORCELAIN TILE / PORCELAIN TILE BASE

5 ENTRANCE FLOOR MAT / PRECAST TERRAZO BASE

6 CARPET TILE / RUBBER BASE

7 EXPOSED CONCRETE WITH CONCRETE SEALER /
RUBBER BASE

WALL / WAINSCOT

0 SPECIAL

A GYPSUM WALLBOARD, PAINTED

B WALL PANELING

C CERAMIC TILE

D GYPSUM WALLBOARD / CERAMIC TILE

SYMBOLS SHOWN ON PLAN

FLOOR

WALL

CEILING

ROOM NUMBER

FINISH CODE

*  DENOTES EPOXY PAINT

102
2 B 2 *

17 ROOM MATERIAL AND

FINISH CODE
ALL CODES ON THIS SCHDEULE MAY NOT HAVE BEEN USED.

1 NOTES
LOCATIONS AND DIMENSIONS FOR ALL CONCRETE EQUIPMENT PADS SHOWN ARE APPROXIMATE.  ACTUAL
LOCATION AND SIZE OF CONCRETE PADS SHALL BE DETERMINED BY MANUFACTURER'S REQUIREMENT OF
FINAL SPECIFIC EQUIPMENT SELECTED.

12.
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FIRST FLOOR EQUIPMENT AND

FURNITURE LAYOUT PLAN (FOR

REFERENCE ONLY)

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC/TW
AS4-1A

 1/4" = 1'-0"

4 FIRST FLOOR EQUIPMENT AND FURNITURE LAYOUT PLAN

Type
Mark Type

38 CHEMICAL STORAGE CABINET

Type
Mark Type

33 MAGAZINE RACK

34 SPHYGMOMANOMETER

35 OPHTHALMOSCOPE

36 UNDERCOUNTER REFRIGERATOR

37 FLAMMABLE STORAGE CABINET

Type
Mark Type

28 STERIS SUPPLY / MONITOR BOOM (O-C)

29 STERIS EQUIPMENT / MONITOR BOOM (O-C)

30 C-ARM WORKSTATION

31 OCE C-ARM

32 EXAM TABLE

Type
Mark Type

23 MOBILE SHELVING - 5 TIER - 72-INCH

24 MOBILE SHELVING - 5 TIER - 48-INCH

25 STERIS SURGICAL TABLE

26 STERIS NURSE DOC / MONITOR BOOM (O-C)

27 STERIS EQUIPMENT / NURSE DOC BOOM (O-C)

Type
Mark Type

19 MOBILE CART W/ UTILITY SHELF

20 CANVAS BASKET

21 STERIS EPS ENDOSCOPE PROCESSING SYSTEM
(O-C)

22 CLEAN AIR ENDOSCOPE STORAGE CABINET (O-C)

Type
Mark Type

15 PASS-THROUGH WINDOW / COUNTER ASSEMBLY
(C-C)

16 ECRP CART

17 ARGON PLASMA COAGULATION CART

18 UTILITY CART

Type
Mark Type

9 FREE STANDING FULL HEIGHT CABINET

10 FLUID WARMER

11 INSTRUMENT CART

12 ELECTRO-SURGICAL UNIT

14 MAYO STAND

Type
Mark Type

5 MEDICATION CART W/ PC

6 ADJUSTABLE COUNTER WITH SINK (C-C)

7 ADJUSTABLE COUNTER, SINK AND ULTRASONIC
CLEANERS (C-C)

8 SCOPE CABINET

Type
Mark Type

1 STRETCHER

2 HEADWALL (O-C)

3 PHYSIO MONITOR

4 MEDICATION / SUPPLY CABINET

1 EQUIPMENT SCHEDULE
ALL EQUIPMENT AND FURNITURE SHOWN ARE NOT INCLUDED IN CONTRACT, AND WILL BE OWNER (GOVERNMENT) FURNISHED, OWNER (GOVERNMENT) INSTALLED (O-O), UNLESS OTHERWISE NOTED.

ALL EQUIPMENT SHOWN ON PLANS AND SCHEDULES
CONSIST OF BOTH NEW AND EXISTING EQUIPMENT TO
BE RELOCATED.  CONTRACTOR SHALL VERIFY AND
OBTAIN THIS INFORMATION FROM COR.

FOR ALL EXISTING EQUIPMENT TO BE RELOCATED TO
THIS BUILDING, CONTRACTOR SHALL ASSIST
GOVERNMENT IN THE REMOVAL OF EXISTING
EQUIPMENT, RELOCATION, AND RE-INSTALLATION OF
EXISTING EQUIPMENT.

1.

2.

17 NOTES
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SECOND FLOOR PLAN CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW/JW
AS4-2

 1/4" = 1'-0"

4 SECOND FLOOR PLAN

REFER TO SHEET AS4-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

SYMBOLS SHOWN ON PLAN

FLOOR

WALL

CEILING

ROOM NUMBER

FINISH CODE

*  DENOTES EPOXY PAINT

102

2 B 2 *

17 ROOM MATERIAL AND

FINISH CODE
ALL CODES ON THIS SCHDEULE MAY NOT HAVE BEEN USED.

FLOOR / BASE

0 SPECIAL

1 RESILIENT TERRAZZO TILE / RESILIENT TERRAZZO
BASE

2 CHEMICALLY (COLD) WELDED RESILIENT SHEET
(RUBBER) / RUBBER BASE

3 THERMALLY (HEAT) WELDED RESILIENT SHEET
(RUBBER) / INTEGRAL COVE BASE

4 PORCELAIN TILE / PORCELAIN TILE BASE

5 ENTRANCE FLOOR MAT / PRECAST TERRAZO BASE

6 CARPET TILE / RUBBER BASE

7 EXPOSED CONCRETE WITH CONCRETE SEALER /
RUBBER BASE

WALL / WAINSCOT

0 SPECIAL

A GYPSUM WALLBOARD, PAINTED

B WALL PANELING

C CERAMIC TILE

D GYPSUM WALLBOARD / CERAMIC TILE

CEILING

0 SPECIAL

1 ACOUSTICAL CEILING TILE (ACT−1)

2 GYPSUM WALLBOARD, PAINTED

3 WOOD GRILLE CEILING

4 EXPOSED STRUCTURE

5 ACOUSTICAL CEILING TILE (ACT−2)

1 NOTES
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SECOND FLOOR EQUIPMENT &

FURNITURE LAYOUT PLAN (FOR

REFERENCE ONLY)

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC/TW
AS4-2A

 1/4" = 1'-0"

4 SECOND FLOOR EQUIPMENT AND FURNITURE LAYOUT PLAN

Type
Mark Type

38 CHEMICAL STORAGE CABINET

Type
Mark Type

33 MAGAZINE RACK

34 SPHYGMOMANOMETER

35 OPHTHALMOSCOPE

36 UNDERCOUNTER REFRIGERATOR

37 FLAMMABLE STORAGE CABINET

Type
Mark Type

28 STERIS SUPPLY / MONITOR BOOM (O-C)

29 STERIS EQUIPMENT / MONITOR BOOM (O-C)

30 C-ARM WORKSTATION

31 OCE C-ARM

32 EXAM TABLE

Type
Mark Type

23 MOBILE SHELVING - 5 TIER - 72-INCH

24 MOBILE SHELVING - 5 TIER - 48-INCH

25 STERIS SURGICAL TABLE

26 STERIS NURSE DOC / MONITOR BOOM (O-C)

27 STERIS EQUIPMENT / NURSE DOC BOOM (O-C)

Type
Mark Type

19 MOBILE CART W/ UTILITY SHELF

20 CANVAS BASKET

21 STERIS EPS ENDOSCOPE PROCESSING SYSTEM
(O-C)

22 CLEAN AIR ENDOSCOPE STORAGE CABINET (O-C)

Type
Mark Type

15 PASS-THROUGH WINDOW / COUNTER ASSEMBLY
(C-C)

16 ECRP CART

17 ARGON PLASMA COAGULATION CART

18 UTILITY CART

Type
Mark Type

9 FREE STANDING FULL HEIGHT CABINET

10 FLUID WARMER

11 INSTRUMENT CART

12 ELECTRO-SURGICAL UNIT

14 MAYO STAND

Type
Mark Type

5 MEDICATION CART W/ PC

6 ADJUSTABLE COUNTER WITH SINK (C-C)

7 ADJUSTABLE COUNTER, SINK AND ULTRASONIC
CLEANERS (C-C)

8 SCOPE CABINET

Type
Mark Type

1 STRETCHER

2 HEADWALL (O-C)

3 PHYSIO MONITOR

4 MEDICATION / SUPPLY CABINET

1 EQUIPMENT SCHEDULE
ALL EQUIPMENT AND FURNITURE SHOWN ARE NOT INCLUDED IN CONTRACT, AND WILL BE OWNER (GOVERNMENT) FURNISHED, OWNER (GOVERNMENT) INSTALLED (O-O), UNLESS OTHERWISE NOTED.

REFER TO SHEET AS4-1A FOR NOTES, UNLESS
OTHERWISE NOTED.

1.

17 NOTES
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ROOF PLAN CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS4-3

 1/4" = 1'-0"

4 ROOF PLAN

TYPICAL ROOF TYPE SHALL BE NON RATED ROOF DECK PER IBC TABLE 601 FOOTNOTE C.

PROVIDE AN AVERAGE OF R-30 INSULATION FOR ROOF, UNLESS OTHERWISE NOTED.

+ 0" = TOP OF ROOF SLAB OR ROOF DECK WHERE OCCURS.

ELEVATIONS INDICATE TOP OF ROOF INSULATION.

DO NO LOCATE SUPPORTS OR PENETRATION WITHIN 1'-0" OF VALLEYS, PROVIDE CRICKETS TO
DIVERT WATER AROUND OBSTRUCTIONS.

2.

3.

4.

LOCATIONS AND SIZES OF ALL EQUIPMENT PADS, CURBS, VENT PIPES, ETC. ARE APPROXIMATE.
ACTUAL LOCATIONS AND SIZES ARE DETERMINED BY SPECIFIC EQUIPMENT INSTALLED.

REFER TO MECHANICAL DRAWINGS FOR LOCATIONS OF DUCT PENETRATIONS AND MECHANICAL
EQUIPMENT.

6.

7.

1 NOTES
1. 5.
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TELECOMMMUNICATION, SECURITY, ETC. ARE SHOWN.  REFER TO ENGINEERING DRAWINGS FOR
EXACT NUMBERS OF DEVICES.

REFER TO DRAWING AS4-1A FOR EQUIPMENT SCHEDULE, UNLESS OTHERWISE NOTED.
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7 PROCEDURE 116
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8 PROCEDURE 116
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1 MEDICATION PREP 111D
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2 MEDICATION PREP 111D
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3 MEDICATION PREP 111D

REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.
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(PROCEDURE 117, 118, PROCEDURE - GI/BRONCHOSCOPY 122 SIMILAR)
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INTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS5-3

 1/4" = 1'-0"

7 CLEAN UTILITY 128

 1/4" = 1'-0"

11 CLEAN SCOPE STORAGE 129
 1/4" = 1'-0"

13 CLEAN SCOPE STORAGE 129

 1/4" = 1'-0"

16 SCOPE REPROCESSING 131
 1/4" = 1'-0"

17 SCOPE REPROCESSING 131

 1/4" = 1'-0"

6 PHYSICIANS/FELLOWS 126

 1/4" = 1'-0"

18 DECONTAMINATION 132
 1/4" = 1'-0"

19 DECONTAMINATION 132
 1/4" = 1'-0"

20 DECONTAMINATION 132

 1/4" = 1'-0"

1

PROCEDURE -

BRONCHOSCOPY/FLUOROSCOPY 123
 1/4" = 1'-0"

2

PROCEDURE -

BRONCHOSCOPY/FLUOROSCOPY 123
 1/4" = 1'-0"

3

PROCEDURE -

BRONCHOSCOPY/FLUOROSCOPY 123

 1/4" = 1'-0"

12 CLEAN SCOPE STORAGE 129

REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

15 NOTES

 1/4" = 1'-0"

8 CHANGING 130
 1/4" = 1'-0"

9 CHANGING 130
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a b
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CL
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13 d
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a

b
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h HUMIDIFIER

14 ELECTRICAL OUTLET - 208V
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b SOAP DISPENSER (O-C)

c TOILET PAPER DISPENSER (O-C)

d TOILET SEAT COVER DISPENSER (O-C)

ARCHITECTURAL

13 NURSE CALL WITH PULL CORD

e SHARP CONTAINER (O-O)

f GLOVE DISPENSER (O-O)

15 TV OUTLET

16 CARD READER

g HOLDER, WALL MOUNTED
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INTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC CK
AS5-4

 1/4" = 1'-0"

14 STAFF TOILET 109
 1/4" = 1'-0"

13 STAFF TOILET 109

 1/4" = 1'-0"

6 PUBLIC FAMILY TOILET 107
 1/4" = 1'-0"

7 PUBLIC FAMILY TOILET 107
 1/4" = 1'-0"

8 PUBLIC FAMILY TOILET 107

(STAFF TOILET 113,  PATIENT TOILET 111B, PUBLIC TOILET
218, PUBLIC TOILET 219, STAFF TOILET 239, PATIENT TOILET
215, STAFF TOILET/SHOWER 242  SIMILAR)

(STAFF TOILET 113, STAFF TOILET/SHOWER 242
SIMILAR)

 1/4" = 1'-0"

1 SOILED LINEN 133
 1/4" = 1'-0"

2 SOILED LINEN 133
 1/4" = 1'-0"

3 SOILED UTILITY 134

 1/4" = 1'-0"

9 PUBLIC FAMILY TOILET 107

 1/4" = 1'-0"

20 PATIENT TOILET / SHOWER 111A
 1/4" = 1'-0"

23 PATIENT TOILET / SHOWER 111A
 1/4" = 1'-0"

22 PATIENT TOILET / SHOWER 111A

REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

15 NOTES

(STAFF TOILET 113,  PATIENT
TOILET 111B SIMILAR)

 1/4" = 1'-0"

21 PATIENT TOILET / SHOWER 111A

(STAFF SHOWER 242 SIMILAR) (STAFF SHOWER 242 SIMILAR)(STAFF SHOWER 242 SIMILAR)

(STAFF TOILET 113,  PATIENT TOILET 111B, PUBLIC TOILET 218,
PUBLIC TOILET 219, STAFF TOILET 239, PATIENT TOILET 215,
STAFF TOILET/SHOWER 242 SIMILAR)
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ARCHITECTURAL

13 NURSE CALL WITH PULL CORD
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16 CARD READER
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INTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS5-5

 1/4" = 1'-0"

6 PATIENT HALLWAY 112

 1/4" = 1'-0"

3 PATIENT HALLWAY 112

 1/4" = 1'-0"

11 PATIENT HALLWAY 112

 1/4" = 1'-0"

16 PATIENT HALLWAY 112

REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

15 NOTES

 1/4" = 1'-0"

2 HAC 108
 1/4" = 1'-0"

1 HAC 108
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INTERIOR ELEVATIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS5-6

 1/4" = 1'-0"

1 STAFF HALLWAY 124
 1/4" = 1'-0"

3 STAFF HALLWAY 123

 1/4" = 1'-0"

6 STAFF HALLWAY 124
 1/4" = 1'-0"

8 STAFF HALLWAY 124

 1/4" = 1'-0"

11 STAFF HALLWAY 124
 1/4" = 1'-0"

13 STAFF HALLWAY 124

 1/4" = 1'-0"

16 STAFF HALLWAY 124
 1/4" = 1'-0"

17 STAFF HALLWAY 124

REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

15 NOTES



SMART BOARD, NIC

1

BACKING PLATE TYPE 1 BEHIND
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MOUNTING HEIGHT WITH DVA
PRIOR TO INSTALLATION

T
Y

P
.

3
' -

 6
"

T
Y

P
.

3
' -

 0
"

3

OBLIQUE VIEW

1

SMART BOARD, NIC.

1

OBLIQUE VIEW OBLIQUE VIEW

BACKING PLATE TYPE 1 BEHIND
FINISH, VERIFY EXACT MOUNTING
HEIGHT WITH DVA PRIOR TO
INSTALLATION

3
' -

 6
"

3
' -

 0
"

36

b

6

2

11

GRAB BAR TYPE 2, VERIFY EXACT
MOUNTING LOCATION WITH DVA PRIOR TO
INSTALLATION

3' - 0"

4' - 5"
BACKING PLATE TYPE 1 BEHIND FINISH,
VERIFY EXACT MOUNTING HEIGHT WITH
DVA PRIOR TO INSTALLATION

T
Y

P
.

3
' -

 0
"

T
Y

P
.

3
' -

 0
"

(EXAM 207, 208, 209, 213, 214 SIMILAR)

35 34

3 2

a
MODULAR CASEWORK SINK UNITMODULAR

WORKSTATION
UNIT

3"

COAT HOOK, TYP.

BACKING PLATE TYPE 1 BEHIND FINISH,
VERIFY EXACT MOUNTING HEIGHT WITH
DVA PRIOR TO INSTALLATION
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REFER TO SHEET AS5-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.
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FIRST FLOOR REFLECTED CEILING

PLAN

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS6-1

 1/4" = 1'-0"

4 FIRST FLOOR REFLECTED CEILING PLAN

TYPICAL CEILING HEIGHT SHALL BE 9'-0" ABOVE FINISH FLOOR, UNLESS OTHERWISE NOTED.

TYPICAL CEILING HEIGHT IN ALL PROCEDURE ROOMS SHALL BE 9'-6" ABOVE FINISH FLOOR, UNLESS
OTHERWISE NOTED.

LAYOUT CEILING TILE FROM CENTER OF ROOMS, BOTH DIRECTIONS, UNLESS OTHERWISE NOTED.

ALL CEILING FIXTURES INCLUDING LIGHTING FIXTURE, FIRE SPRINKLER, AND OTHER CEILING MOUNTED
FIXTURES SHALL BE LOCATED AT THE CENTER OF THE CEILING TILE, UNLESS OTHERWISE NOTED.

EXIT SIGN, SPRINKLER HEADS, AND OTHER CEILING ACCESSORIES SHOWN ARE AT CRITICAL LOCATIONS
ONLY. REFER TO MECHANICAL AND ELECTRICAL DRAWINGS FOR AREAS WHERE THE ABOVE ITEMS ARE
NOT SHOWN. PROVIDE SPRINKLER HEADS AT LOCATIONS PER CODE REQUIREMENTS AND APPROVED
SHOP DRAWINGS.

ADJUST SPRINKLER HEAD LOCATIONS TO CLEAR OTHER CEILING FIXTURES AND ELEMENTS AS
REQUIRED. PROVIDE ADDITIONAL SPRINKLER HEADS AS REQUIRED.

2.

3.

4.

5.

6.

PROVIDE ACCESS DOORS AS REQUIRED FOR ACCESS TO UTILITIES, AND AS REQUIRED BY CODES.
ACCESS DOOR LOCATIONS ARE NOT ALL SHOWN ON REFLECTED CEILING PLAN.  COORDINATE
LOCATIONS OF UTILITIES ACCESS, NO ACCESS DOORS SHALL BE PROVIDED AT ALL GYP. BD. CEILING
AREAS IN VESTIBULE AND, ALL GYP BD. AND WOOD GRILLE SOFFIT AREAS.

PROVIDE SEISMIC BRACINGS PER DETAILS AND SPECIFICATIONS (LOCATIONS NOT SHOWN).
LOCATE BRACING TO AVOID INTERFERENCES WITH DUCTWORK, PIPES, CONDUITS, ETC.

COORDINATE ALL DUCTWORK TO AVOID INTERFERENCE WITH CEILING SUPPORT SYSTEM. IF ANY
INTERFERENCE OCCURS, CONTRACTOR SHALL BE RESPONSIBLE TO MAKE ALL NECESSARY CORRECTION
WITHOUT INCREASE TO THE CONTRACT SUM.

ALL WINDOW SHADES ARE TYPE 1, UNLESS OTHERWISE NOTED.

7.

8.

9.

10.

1.

1 NOTES

LOCATIONS FOR EQUIPMENT BOOM SHOWN ARE DIAGRAMMATIC, COORDINATE AND VERIFY EXACT
LOCATIONS WITH EQUIPMENT BOOM SHOP DRAWINGS AND COR. REFER TO STRUCTURAL DRAWINGS FOR
STRUCTURAL SUPPORTS AT EQUIPMENT BOOMS.

11.
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SECOND FLOOR REFLECTED

CEILING PLAN

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS6-2

 1/4" = 1'-0"

4 SECOND FLOOR REFLECTED CEILING PLAN

REFER TO SHEET AS6-1 FOR NOTES, UNLESS OTHERWISE NOTED.1.

1 NOTES
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STAIR PLANS AND SECTIONS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC
AS7-1

 1/4" = 1'-0"

1 STAIR NO.1 - FIRST FLOOR PLAN

 1/4" = 1'-0"

2 STAIR NO.1 - SECOND FLOOR PLAN

 1/4" = 1'-0"

8 STAIR NO.1 SECTION
 1/4" = 1'-0"

4 STAIR NO.1 SECTION

 1/4" = 1'-0"

9 STAIR NO.2 - FIRST FLOOR PLAN

 1/4" = 1'-0"

10 STAIR NO.2 - SECOND FLOOR PLAN

 1/4" = 1'-0"

12 STAIR NO.2 SECTION

FIELD VERIFY STAIRWAY CLEARANCES AND DIMENSIONS BEFORE STAIR FABRICATION,
TYPICAL ALL STAIRS.

ALL TUBE SUPPORT STRUCTURE NOT SHOWN ON STRUCTURAL DRAWINGS SHALL BE
PROVIDED BY STAIR MANUFACTURER.

CONT. WELD ALL STEEL CONNECTIONS AND GRIND SMOOTH.

CLOSE ALL EXPOSED PIPE ENDS, WELD AND GRIND SMOOTH.

ALL STEEL MEMBERS AND COMPONENTS AT ALL STAIRS ARE GALVANIZED, TYP.

1.

3.

4.

5.

6.

17 NOTES

PROVIDE CONTINUOUS FIRESTOPPING ALL AROUND STAIR STRINGERS OR OTHER STAIR
MEMBERS AT PENETRATIONS THROUGH RATED PARTITIONS, TYP.

2.

 1/4" = 1'-0"

6 GUARDRAIL AT SECOND FLOOR

PAINT ALL EXPOSED STRINGERS, STEEL PIPES, CLOSURE PLATES, CONNECTIONS, METAL
PANS AND OTHER STRUCTURAL MEMBERS, TYP.

7.
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EDGE OF STAIR NOSING,  TYP.

GUARDRAIL,  TYP.

1' - 4"

7
 1

/2
"

STAIR STRINGER, PAINTED

1/2" 1/2"

CONT. HANDRAIL

GUARDRAIL

FOR ADDITIONAL NOTES AND DIMS.,
SEE

AS7-2

3

AS7-2

7

CONT. CAULKING

5/8" GYP. BD. UNDER STAIR

CONT. 1 1/4" X 1 1/4" X 1/8" THICK STEEL
ANGLE ALONG STRINGER

1 5/8" X 20 GA. STEEL STUDS @ 16" O.C.
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STAIR, GUARDRAIL AND HANDRAIL

DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC
AS7-2

 6" = 1'-0"

1 TYPICAL HANDRAIL AT PARTITION

 1 1/2" = 1'-0"

2
TYPICAL HANDRAIL EXTENSION @
TOP OF STAIR RUN

 1 1/2" = 1'-0"

6
SECTION AT STAIR NO.1 ALONG
PARTITION

 3" = 1'-0"

3 HANDRAIL AT PARTITION

 1 1/2" = 1'-0"

13
RAILING PLAN DETAIL AT
INTERMEDIATE LANDING

 1 1/2" = 1'-0"

14 STAIR NO. 1 AT FIRST FLOOR LANDING
 1 1/2" = 1'-0"

11 STAIR NO. 1 AT SECOND FLOOR LANDING

 1 1/2" = 1'-0"

12 STAIR NO. 1 AT INTERMEDIATE LANDING

 3" = 1'-0"

7 GUARDRAIL AT INTERMEDIATE LANDING

 1 1/2" = 1'-0"

16 GUARDRAIL AT SECOND FLOOR

 1 1/2" = 1'-0"

17
RAILING PLAN DETAIL AT SECOND
FLOOR

 1 1/2" = 1'-0"

9 RAILING PLAN DETAIL AT FIRST FLOOR

 1 1/2" = 1'-0"

4
SECTION AT STAIR NO 1 ALONG
CURTAIN WALL



CONCRETE FILLED PANS, TYP.

2" WIDE SOLID ABRASIVE
INSERT, 70% MIN.
CONTRASTING COLOR, ALL
TREADS

FINISH FLOOR

SEALED CONCRETE

CLOSE END, TYP.

CONT. HANDRAIL, TYP.

CONT. STRINGER, PAINTED

1 
1/

2"

3"

1' - 0"

2
' -

 1
0

"

STAIR STRINGER, PAINTED

FACE OF EXT FINISH WALL

CONT. HANDRAIL, PAINTED

STEEL TUBE AT GREEN SCREEN
PANEL W.O.

1/2"

VERTICAL PIPE POST @ EQUAL
DISTANCE AND AT 4'-0" O.C., MAX.,
TYP., PAINTED, ALIGN ALL
VERTICAL POST LOCATIONS ON
BOTH SIDES

3" X 21/2" X 1/4" STEEL PLATE,
TYP., WELD TO STRINGER, GRIND
SMOOTH ALL WELDS
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STAIR AND HANDRAIL DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC
AS7-3

 1 1/2" = 1'-0"

2 STAIR NO. 2 AT FIRST FLOOR LANDING
 1 1/2" = 1'-0"

5 CROSS SECTION AT STAIR NO.2



C

2

8

AS7-4

7 3/4" 10' - 2 1/2"

1
' -

 4
"

1
0
"

CLEAR AT FACE OF FINISH

C
L
E

A
R

 A
T

 E
D

G
E

 O
F

D
E

C
K

 /
 B

E
A

M
 W

.O
.

7
' -

 4
"

4
' -

 0
"

AS7-4

10

AS7-4

5

6

5

1
' -

 0
"

7
' -

 0
"

FIRST FLOOR
0' - 0"

SECOND FLOOR
14' - 0"

ROOF LEVEL
28' - 0"

2

PIT LEVEL
-4' - 0"

1' - 0"

LADDER

ALIGN TOP OF RUNG WITH
FLOOR LANDING

5
' -

 0
"

SUMP PIT @ FOREGROUND

AS7-4

12

AS7-4

11

LIGHT FIXTURE ON PTN.
BEYOND

CLFIXTURE

2' - 9"

6
' -

 4
"

VAPOR BARRIER

TYPE 7
WATERPROOFING
MEMBRANE

TYPE 6 WATERPROOFING
MEMBRANE

TYPE 7 WATERPROOFING
MEMBRANEC

2

8

AS7-4

CLEAR AT PIT

10' - 2"8"

C
L
E

A
R

 A
T

 P
IT

7
' -

 4
"

8
"

LADDER, SEE

SUMP PIT, SEE

AS7-4

17

AS7-4

20

2
' -

 0
"

2' - 0"

CONCRETE PIT WALL,
TYP.

C

2

8

AS7-4

FOR ADDITIONAL NOTES
AND DIMENSIONS, SEE

AS7-4

3

E
Q

E
Q

EQEQEQ

BRUSHED S.ST.
SUSPENDED
CEILING, TYP.

LED DOWNLIGHT, TYP.

CL

E
Q

E
Q

E
Q

E
Q

JOINT, TYP.

TYP.

EQ

TYP

EQ

2 EQUAL SPACES3" 3"

2
' -

 7
"

4
"

CL

BRUSHED S.ST. PIPE RAIL
1 1/2" DIA. W/ CLOSED
ENDS, TYP.

BRUSHED S.ST. BASE, TYP.

BRUSHED S.ST.
INTERIOR WALL, TYP.

1" GAP, BRUSHED S.ST. INT.
WALL BEYOND, TYP.

STAND OFF PANELS -
3/8" THICK RESIN PANEL
WITH POINT SUPPORTS,
TYP.

BRUSHED S.ST. BASE, TYP.

TYP.
2" CLR.

BRUSHED S.ST. PIPE RAIL
1 1/2" DIA. W/ CLOSED ENDS,
TYP.

BRUSHED S.ST.
INTERIOR WALL, TYP.

2
' -

 7
"

4
"

1" GAP, BRUSHED S.ST.
INT. WALL BEYOND,
TYP.

3"

CL

2 EQUAL PANELS 3"

3
"

RAISED STAINLESS
STEEL PANELS, TYP.

TYP.

2"

COREBOARD FILLER

HOISTWAY DOOR FRAME
W/ ACCESSIBLE BRAILLE PLATE

T
Y

P
.

1
/2

"

FLOOR PLAN

DIM. PT., SEE

ELEVATOR SHAFT PARTITION

HALL LANTERN /
HALL CALL BUTTONS,
TYP.

CLLATERN /
BUTTON BOX  BY
ELEVATOR MFR.

7" AT PIT

3" X LENGTH AS REQ. X 4" WIDE X 3/8" THICK
STEEL BENT PLATE AS SHOWN @  4'-0" O.C.,
MAX.

3" X 1/2" THICK STEEL FLAT BAR SIDE RAIL,
TYP.

1/4"

3/4" Ø STL. RUNGS, SPACED EQUALLY
THROUGHOUT LENGTH OF LADDER AND
12" O.C. MAX.

FACE OF CONC. WALL AT PIT

2
' -

 1
".

18

AS7-4

19

AS7-4

5
"

SIDE RAIL

CONT. TYPE 1 BACKING PLATE

2 - #8 TEK SCREWS @ PARTITION EA. SIDE

E
Q

E
Q

1/4"
TYP.

GROUT

STEEL RUNGS TYP.

2-5/8 Ø X 5" LONG EXP. BOLT @ PIT WALL

2 1/2" X 2 1/2" X 2 1/2" WIDE X 1/4" THICK  BENT
PLATE.  WELD TO LADDER SIDE RAIL W/ CONT/
1/4" FILLET WELD. BOLT STEEL PLATE TO FLOOR
W/ 2-5/8" Ø X 5" LONG HILTI ICBO# 4627 EXP.
BOLTS

1/4"

1 1/2" SUMP PIT COVER

CONT. 2" X 3" X 1/4" STEEL ANGLE
EACH SIDE

4" X 3" X 1/4" STEEL ANGLE WELD TO 1/2
DIA. X 4" LONG NELSON STUD @ 12" O.C.

3/8" DIA. EXPANSION BOLTS @ 12"
O.C., 2" EMBEDMENT MIN.

(SUMP PIT)
DIM. PT.

ALIGN

3
' -

 0
"

HOISTWAY

HOISTWAY DOOR FRAME

HANGER COVER

1" COREBOARD

ELEVATOR HOISTWAY DOOR FRAMEHOISTWAY DOORS

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

2
"

SIGHT GUARD

1/2"

AS7-4

10

CL

CL

HOISTWAY

SILL

HOISTWAY DOOR FRAME

FLOOR LEVEL & BRAILLE
PLATE

FINISH FLOOR

CONCRETE SLAB

HOISTWAY DOOR SILL

16  GA. FACIA/
TOE GUARD

1"

5/8" WEDGE ANCHOR
@ 2'-0" O.C. OR
APPROVED EQUAL
3 1/2" EMBEDMENT

GROUT SOLID

SIGHT GUARD

CONT. 4" X 6" X 3/8"
STEEL ANGLE

ALIGN

HOISTWAY DOORS

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

EQ EQ

5
' -

 0
" 

.

AS7-4

10
AS7-4

11

.

CONT. 16 GA SHEET METAL

SHAFT SIDE

BEVEL WHEN SHELF IS
EQUAL TO OR OVER 4"

.
SEE PLAN

SHAFT PARTITION OR,
FACE OF EXPOSED STUD, W.O.

5
5
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ELEVATOR PLANS, SECTIONS,

ELEVATIONS & RCP

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC MMC
AS7-4

 1/4" = 1'-0"

3
ELEVATOR NO. 1 - FIRST FLOOR
PLAN

 1/4" = 1'-0"

8 SECTION THRU ELEVATOR NO. 1
 1/4" = 1'-0"

4 ELEVATOR NO., 1 - PIT LEVEL

 1/4" = 1'-0"

2
ELEVATOR NO. 1 - SECOND FLOOR
PLAN

 1/2" = 1'-0"

1
ELEVATOR CAB REFLECTED
CEILING PLAN

 1/2" = 1'-0"

6 ELEVATOR CAB REAR ELEVATION

 1/2" = 1'-0"

5 ELEVATOR CAB SIDE ELEVATION

 3" = 1'-0"

10 ELEVATOR JAMB

 3" = 1'-0"

17 LADDER PLAN

 3" = 1'-0"

18 SECTION THRU LADDER @ PARTITION

 3" = 1'-0"

19 SECTION THRU LADDER @ CONC. PIT

 1" = 1'-0"

20 ELEVATOR SUMP PIT

 3" = 1'-0"

11 ELEVATOR HEAD

 3" = 1'-0"

12 ELEVATOR SILL

 3" = 1'-0"

9 TYPICAL SHAFT PROJECTION



FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

T.O. ROOF SCREEN

37' - 0"

A
12

AS8-1

ALUMINUM LOUVER
MECHANICAL SCREEN

CEMENT PLASTER
WALL

ALUMINUM WINDOW

HOLLOW METAL DOOR
AND STEEL FRAME

AS8-3A

1
TYP.

AS8-3A

7

AS8-4A

9

AS8-3A

8

TYP.

TYP.

TYP.

ALIGN

AS8-3A

2

AS8-3A

2

SIM.

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

T.O. ROOF SCREEN

37' - 0"

AS8-3A

2

1

AS8-5

17

AS8-5

18

EXAM

PRE-OP/

RECOVERY

MECHANICAL
SCREEN

AS8-3A

4
3

' -
 0

"
6
"

AS8-5A

4

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

GLASS GUARDRAIL

CEMENT PLASTER
FASCIA

CEMENT PLASTER
PARAPET

CURTAIN WALL
SYSTEM

CEMENT PLASTER
WALL

ALUMINUM
SILL

GALVANIZED
STEEL COPING

20

AS8-1

2"

ALIGN

ALIGN

ALIGN

ALIGN

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

1

WAITING

CONSULTATION

AS8-3

7

AS8-5B

10

AS8-3

3

SIM.

GLASS GUARDRAIL
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DETAIL ELEVATIONS AND WALL

SECTIONS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-1

 1/2" = 1'-0"

4 DETAILED ELEVATION
 1/2" = 1'-0"

12 WALL SECTION
 1/2" = 1'-0"

16 DETAILED ELEVATION
 1/2" = 1'-0"

20 WALL SECTION



FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

20

AS8-1A

1

ALUMINUM SUN
CONTROL DEVICE

ALUMINUM CLAD
CANOPY

CEMENT PLASTER
PARAPET

ALUMINUM CURTAIN
WALL SYSTEM

ALUMINUM CLAD
COLUMN

AS8-5B

8

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

ROOF LEVEL

28' - 0"

C.4

AS8-3

7

PATIENT EDUCATION

ENTRY VESTIBULE

AS8-5B

1

AS8-3

1
AS8-3A

9

AS8-3A

10

TYP.

AS8-3A

11

AS8-5B

3

AS8-3

4

AS9-3A

2

ALUMINUM
SUN CONTROL
DEVICE, TYP.

ALIGN

ALIGN

JOINT AT ALUMINUM
PANEL, TYP.

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

C C.3 C.4
8

AS8-1A

GLASS
GUARDRAIL

CEMENT PLASTER PYLON

ALUMINUM CLAD
COLUMN

ALUMINUM
CURTAIN WALL
SYSTEM

ALUMINUM CLAD
CANOPY

AUTOMATIC
SLIDING GLASS
DOOR

ALUMINUM
SILL

2"

CEMENT PLASTER
CANOPY

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

T.O. PARAPET

32' - 6"

ROOF LEVEL

28' - 0"

1

PATIENT

EDUCATION

ENTRY

VESTIBULE
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DETAILED ELEVATIONS AND WALL

SECTIONS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-1A

 1/2" = 1'-0"

12 DETAILED ELEVATION
 1/2" = 1'-0"

20 WALL SECTION
 1/2" = 1'-0"

4 DETAILED ELEVATION
 1/2" = 1'-0"

8 WALL SECTION
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DETAILED ELEVATIONS AND WALL
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MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-1B

 1/2" = 1'-0"

12 DETAILED ELEVATION
 1/2" = 1'-0"

16 WALL SECTION
 1/2" = 1'-0"
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 1/2" = 1'-0"
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EXTERIOR WINDOW, STOREFRONT

AND CURTAIN WALL SCHEDULES

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-2

1 EXTERIOR STOREFRONT & WINDOW SCHEDULE

2

3 EXTERIOR CURTAIN WALL SCHEDULE

LOUVER SCHEDULE

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

W1.1 4' - 0" 6' - 0" GL-1 WITH SUNSHADE

W1.2 4' - 0" 6' - 0" GL-1 WITHOUT SUNSHADE

VERIFY IN FIELD ALL WINDOW, CURTAINWALL, STOREFRONT AND LOUVER DIMENSIONS BEFORE
FABRICATION, GLAZING AND INSTALLATION.

NOT ALL REINFORCING STEEL AND STRUCTURAL SUPPORT FOR STOREFRONT,
CURTAINWALL WINDOW AND LOUVER SYSTEMS SHOWN, PROVIDE REINFORCING STEEL AND
STRUCTURAL SUPPORT AS REQUIRED TO MEET DESIGN CRITERIA.

1.

2.

NOTES

3. GLAZING TYPE LEGEND

17

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

C.1 33' - 1 3/4" 26' - 4 3/4" GL-1, GL-2, GL-3, GL-4

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

C.2 46' - 0" 26' - 4 3/4" GL-1, GL-2, GL-3, GL-4

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

C.3 10' - 9 1/2" 26' - 4 3/4" GL-1, GL-2, GL-3, GL-4

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

S.1 12' - 0" 9' - 0" GL-1, GL-3 WITH SLIDING DOOR
AND SUNSHADE

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

W3.1 12' - 0" 6' - 0" GL-1 -

TYPE O.A. WIDTH O.A. HEIGHT GLASS TYPE REMARKS

W2.1 8' - 0" 6' - 0" GL-1 WITH SUNSHADES

TYPE O.A. WIDTH O.A. HEIGHT REMARKS

SC.1 6' - 10" 6' - 4" 8" ALUMINUM AIRFOIL BLADES

TYPE O.A.WIDTH O.A. HEIGHT REMARKS

L1.1 2' - 0" 2' - 0"

L1.2 1' - 0" 1' - 0"

32' - 9 1/2"

6 EXTERIOR SUN CONTROL SCHEDULE

+/-
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FULL BREAKOUT AUTO.
SINGLE SLIDING GL. DRS.

SLIDE OPNG.

BREAKOUT OPNG.

UNIT WIDTH

FLUSH

FL

HINGE,
TYP.

LATCHSET/
LOCKSET/
DOOR PULL

DEADLOCK
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"
E

Q
E

Q
6
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 .

CL

3
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2

" 
  
  
  
.
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U
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.

HARDWARE MOUNTING

EXIT DEVICE
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2
"

.

APPROACH SENSOR
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N
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 H

E
IG

H
T

UNIT WIDTH

9

AS8-2A

10

AS8-3

3

AS8−4

4

AS8−4

SIM.

GLAZING TYPE
GL-3, TYP.

EXTERIOR

INTERIOR

AUTO. SINGLE
SLIDING GL. DRS.

SLIDE OPNG.

UNIT WIDTH
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EXTERIOR DOOR SCHEDULE AND

DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS8-2A

DOOR
MARK FACING TYPE GLASS WIDTH HEIGHT COMMENTS

E1 STEEL FL - 3' - 8" 7' - 0"

E2 STEEL FL - 3' - 0" 7' - 0"

E3 GL-1, GL-3 8' - 0" 7' - 6" FULL BREAKOUT AUTOMATIC SLIDING GLASS DOOR WITH TRANSOM

E4 GL-6, GL-7 8' - 0" 7' - 6" FULL BREAKOUT AUTOMATIC SLIDING GLASS DOOR WITH TRANSOM

E5 GL-3 7' - 0" 7' - 6" AUTOMATIC SLIDING GLASS DOOR

 3" = 1'-0"

9 AUTO. SLIDING GLASS DOOR PLAN DETAIL

 1/4" = 1'-0"

4
FULL BREAKOUT AUTO. SLIDING GLASS

DOOR-ELEVATION - TYPE E3, E4

 1/4" = 1'-0"

3
FULL BREAKOUT AUTO. SLIDING GLASS

DOOR - PLAN - TYPE E3, E4

DOOR SCHEDULE

PLAN INDICATION

WALL WHERE OCCURS

5" TYP. FACE OF JAMB TO
FACE OF WALL (U.O.N.)

DOOR MARK (SEE NOTE 1
AND SCHEDULE)

HARDWARE GROUP

2
4

.

SINGLE OPENING

1

EXTERIOR DOOR SCHEDULE

NOT TO SCALEDOOR TYPES STANDARDS NOT TO SCALE

DOOR NOTES

A.  ALL DOORS SHALL BE 1 3/4" THICK, UNLESS OTHERWISE NOTED.
B.  ALL WOOD DOORS SHALL BE SOLID CORE CONSTRUCTION.
C.  ALL DOORS SHALL BE FLUSH TOPS AND BOTTOMS, UNLESS OTHERWISE NOTED.

1.  FLUSH WOOD DOORS:

 1/4" = 1'-0"

8
AUTO. SLIDING GLASS

DOOR-ELEVATION - TYPE E5

 1/4" = 1'-0"

7
AUTO. SINGLE SLIDING GLASS

DOORS - PLAN - TYPE E5



WINDOW SYSTEM

CONT. 22 GA. GALV. SHT.
MET. FLASHING, PAINTED

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3A

5

.
O

.A
. 
H

E
IG

H
T

CEMENT PLASTER ON
METAL LATH

TYPE 3 WATERPROOFING
MEMBRANE AROUND OPENING,
TYP.

5/8" GYP. SHEATHING

CONT. SEALANT

5/8"
GYP.
BD.

BUILDING PAPER AND TYPE 2
WATERPROOFING MEMBRANE

CONT. 22 GA. GALV. SHT.
MET. FLASHING, PAINTED

3
" 

M
IN

. 1
/2

"

ALUM
SILL

ALIGN

O
.A

. 
H

E
IG

H
T

CONT. SEALANT

CURTAIN WALL
SYSTEM

6" X 16 GA. STL.
STUD @ 16" O.C.

5/8" GYP.
SHEATHING

4" X 16 GA. STL.
STUD @ 16" O.C.

TYPE 2
WATERPROOFING
MEMBRANE

TYPE 3
WATERPROOFING
MEMBRANE

CONT. SEALANT
7/8" THK. CEMENT PLASTER
OVER METAL LATH

O
.A

. 
H

E
IG

H
T

1
/2

"

SUNSHADE BY WINDOW MFR.
ATTACHED TO WINDOW SYSTEM

WINDOW SYSTEM

2' - 6"

D
IM

. 
P

T
.

D
IM

. 
P

T
.

LINE OF
MAINTENANCE
STRIP, FILLED WITH
DRAIN ROCKS

CONT. SEALANT

WALK OFF MAT

1
/2

"
O

.A
. 
H

E
IG

H
T

1/8" ANODIZED
ALUM. BENT PL.

CONT. 1" X 1"
ALUM. ANGLE

GYP. BD.

CONT. SEALANT

CONT. SEALANT

CURTAIN  WALL
SYSTEM

4
"

4"5
 1

/2
"

A
L
IG

N

1
/2

"

TERRAZO TILE BASE

LINE OF MAINTENANCE
STRIP, FILLED WITH DRAIN
ROCK, WHERE OCCURS

TERRAZZO TILE
LINE OF CONC.
WHERE OCCURS

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3

4

TERRAZZO TILE
BASE

5/8" GYP. BD.

CONT. 1/8" SEALANT

O
.A

. 
H

E
IG

H
T CURTAIN WALL

SYSTEM

1 1/2" 4"

A
L
IG

N

CURTAIN WALL
SYSTEM

GLAZING

D
IM

. 
P

T
.

D
IM

. 
P

T
.

CL
MULLION

THRESHOLD

WALK OFF MAT

HOUSING AND MOTOR

TRANSOM

SEE REFLECTED CLG.
PLAN FOR CLG. TYPE

7
' -

 6
".

ACCESS PANEL

SLIDING GLASS DOOR

CONT. SEALANT

4" X 16 GA. STL.
STUD @ 16" O.C.

FOR ADD. NOTES AND
DIM., SEE

AS8-3

5

TYPE 3 WATERPROOFING
MEMBRANE

1
' -

 3
".

1
/2

"

CONT. 1" x 2" ALUM.
ANGLE ATTACHED
TO STUD @ 2'-0" O.C.

5/8" GYP. BD.

5/8" GYP SHEATHING

4" X 16 GA. STL. STUD
@16" O.C.

CURTAIN WALL
SYSTEM

1/8" ANODIZED ALUM. PANEL,
STIFFENER AS REQUIRED

ALIGN

CONT. SEALANT

4" x 16  GA. STL. STUD
@ 16" O.C.

5/8" GYP. SHEATHING

TYPE 2 WATERPROOFING
MEMBRANE

D
IM

 P
T

.

7/8" HAT SHAPE CHANNEL,
SHIM AS REQUIRED

HOUSING AND
MOTOR

STOREFRONT
TRANSOM

ACCESS PANEL

SLIDING DOOR

6
"

2' - 6"

SUNSHADE,
ATTACHMENT
PER STOREFRONT
MANUFACTURER

D
O

O
R

 O
P

E
N

IN
G

D
IM

. 
P

T

3
"

MULLION

SECOND FLOOR

14' - 0"

C.4

D
IM

. 
P

T
.

D
IM

. 
P

T
.

D
IM

. 
P

T
.

HORIZ. MULLION

CURTAIN WALL
SYSTEM

STRUCTURAL BEAM

FL. FINISH, SEE
FINISHES SCHEDULE

1/2"

CL

CL

MULLION

MULLION

RESILIENT TERRAZO BASE,
CUT TO MATCH MULLION
HEIGHT

CONT. 2" X 2" ALUM. ANGLE
ATTACHED TO SLAB EDGE

SECOND FLOOR

14' - 0"

C.4

D
IM

. 
P

T
.

D
IM

. 
P

T
.

D
IM

. 
P

T
.

D
IM

. 
P

T
.

D
IM

. 
P

T
.

CONT. SEALANT

4" X 16 GA. STUD
@ 16" O.C.

5/8" GYP. BD.

4" X 16 GA. STL. STUD

4" X  16 GA. STL. STUD
@ 16" O.C.

5/8" GYP. BD.

CONT. SEALANT

STRUCTURAL STEEL BEAM

CURTAIN WALL SYSTEM

4" X 16 GA. STL STUD

1/2"

CL

CL

CL

MULLION

MULLION

MULLION

6"

2.5

CONT. 1 1/2" X 1 1/2" ALUM.
ANGLE ATTACHED TO
CURTAIN WALL FRAME

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3

4

ALUM.
PANEL

CONT.
SEALANT

1
/2

"
5

 1
/2

"

ALIGN

AS8-3

5

WEEP AS
REQUIRED

TYPE 2 BACKING
PLATE

1/8" ANODIZED ALUM. PANEL,
STIFFENER AS REQUIRED

CONT. SEALANT

4" x 16  GA. STL.
STUD @ 16" O.C.

5/8" GYP. SHEATHING

TYPE 2 WATERPROOFING
MEMBRANE

6" x 16 GA. GALV. STL.
STUD @ 16" O.C.

TYPE 2
BACKING
PLATE
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EXTERIOR DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-3

 3" = 1'-0"

17 WINDOW / STOREFRONT HEAD

 3" = 1'-0"

19 WINDOW SILL AT CEMENT PLASTER

 3" = 1'-0"

1
CURTAIN WALL HEAD @ CEMENT
PLASTER SOFFIT

 3" = 1'-0"

14 SUNSHADE AT WINDOW / STOREFRONT

 3" = 1'-0"

4 CURTAIN WALL SILL @ ENTRY

 3" = 1'-0"

3 CURTAIN WALL SILL @ LOBBY

 3" = 1'-0"

2 CURTAIN WALL HORIZONTAL MULLION
 3" = 1'-0"

10 BREAKOUT AUTO SLIDING GL. DR. SECT.

 3" = 1'-0"

5 CURTAIN WALL SILL @ SOFFIT

 3" = 1'-0"

8 SLIDING DR. HEAD DET. @ TRANSOM

 3" = 1'-0"

7 HORIZ. MULLION @ 2ND FL. SLAB

 3" = 1'-0"

12 FURRING @ BEAM @ CURTAIN WALL
 3" = 1'-0"

20 ALUM. PANEL SILL

 3" = 1'-0"

13
ALUM PANEL WALL @ ALUM PANEL
SOFFIT



2
"

2
"

3
"

BLDG PAPER AND
TYPE 2 WATERPROOFING
MEMBRANE

TYPE 4 WATERPROOFING
MEMBRANE

LIQUID MEMBRANE

1
 1

/2
"

22 GA. GALV. SHT.
MET. FLASHING, PAINTED

SEALANT

LOUVER

SEALANT

5/8" GYP. BD.

INSECT
SCREEN

CEMENT PLASTER OVER
METAL LATH

6" X 3 1/2" X 5/16" X 3" LG.
ALUM. CLIP ANGLE
@ TOP & BOT. OF
MULLION ONLY

GALV. STEEL CONTROL
JOINT, PAINTED

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4A

13

CONT. 22 GA. GALV. SHT.
MET.. BASE FLASHING,
EXTEND 4" MIN. ONTO
WALL

4
"

FINISH
FLOOR

LINE OF
MAINTENANCE
STRIP, FILLED WITH
DRAIN ROCK 2 1/2". 3 15/16"

CONCRETE
CURB

7/8" FURRING
CHANNEL

FOR ADDITIONAL  NOTES  &
DIMENSIONS, SEE

ALUMINUM "J"
MOULDING, TYP.

6
"

2
 1

/2
"

CONT. SEALANT

AS8-4A

13

LIQUID MEMBRANE

3
" 

M
IN

.

2
 1

/2
"

LOUVER

SEALANT

CONT. 22 GA.  GALV.
SHT. MET. FLASHING,
PAINTED

SEALANT

TYPE 3 WATERPROOFING
MEMBRANE

BLDG. PAPER AND
TYPE 2 WATERPROOFING
MEMBRANE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3A

5

HORIZONTAL
CONTROL JOINT

SECOND FLOOR

FOR ADDITIONAL NOTED AND
DIMENSIONS, SEE

AS8-4A

13

A
S

 S
H

O
W

N
 O

N
 E

L
E

V
A

T
IO

N

1"

TOP OF
JOINT

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS9-2

14

AS8-4A

9
AS8-3A

9

ALUMINUM
THRESHOLD

STEEL DOOR

LINE OF
EXTERIOR
CONC. PAVING 1

/2
"

INTERIOR SIDE

1/2" SEALANT

CEMENT PLASTER
CEILING

1/8" ALUM. COL.
COVER

.03"  CONTINUOUS
ACRYLIC ADHESIVE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5B

1

4
"

LINE OF
MAINTENANCE
STRIP, FILLED WITH
DRAIN ROCK

1
/2

"

CONC. CURB
AROUND COL.

CONT. 1/2" SEALANT

ALUM. COL.
COVER

1/8" THK. ALUM.
COL. COVER

.063 ALUMINUM
COLUMN SPLINE

STRUCTURAL
ADHESIVED

IM
. 
P

T
.

D
IM

. 
P

T
.

A

1
 1

/2
".

1/4" X 1" HIGH
GALV. STL. PL. ALL
AROUND BEAM
WELDED TO GALV.
STRUCTURAL BM

22 GA. GALV. SHT.
MET. FLASNING

CONT. SEALANT

3
 1

/2
".

STRUCTURAL COLUMN

GALV.
STRUCTURAL
 BEAM

22 GA. GALV. SHT.
MET. FLASHING
SOLDER TO BEAM

CONT. SEALANT

TYPE 4 WATERPROOFING
MEMBRANE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3A

5

CONT. SEALANT

2
 1

/2
"

LOUVER

SEALANT

CONT. 22 GA.  GALV.
SHT. MET. FLASHING

SEALANT

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-3A

6

2
"

1
"

22 GA. GALV. SHT.
MET. FLASHING

SEALANT

LOUVER

SEALANT

INSECT
SCREEN

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4A

9
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EXTERIOR DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-3A

 3" = 1'-0"

5 LOUVER HEAD
 3" = 1'-0"

1
TYPICAL HORIZONTAL CONTROL
JOINT AT CEMENT PLASTER

 3" = 1'-0"

4 CEMENT PLASTER WALL @ BASE

 3" = 1'-0"

6 LOUVER SILL
 3" = 1'-0"

2
CEMENT PLASTER/CONTROL JT. @
SECOND FLOOR SLAB

 3" = 1'-0"

7 STEEL DOOR HEAD

 3" = 1'-0"

8 STEEL DOOR SILL

 3" = 1'-0"

9 HEAD DETAIL @ ALUM. COL. COVER

 3" = 1'-0"

11 BASE DETAIL @ ALUM. COVER

 3" = 1'-0"

10 HORIZ. JT. @ ALUM. COVER

 3" = 1'-0"

3
BEAM PENETRATION FLASHING @
WALL (JAMB SIM. TO HEAD )

 3" = 1'-0"

14 LOUVER SILL

 3" = 1'-0"

13 LOUVER HEAD



ACEMENT PLASTER ON
METAL LATH, TYP.

BLDG. PAPER OVER TYPE 2
WATERPROOFING
MEMBRANE, TYP.

5/8" GYP. SHEATHING, TYP.

INSULATION, TYP.

6" X 16 GA. STEEL STUDS
@ 16" O.C., TYP.

5/8" GYP.
BOARD, TYP.

4"  X 16 GA.
STL. STUDS
@ 16" O.C.

2 1/2"  X 16 GA.
STL. STUDS @
16" O.C.

CORNER KEY, TYP.

1
' -

 4
"

1

10"

A

4

1
' -

 2
"

10"

FOR ADDITIONAL NOTED &
DIMENSIONS, SEE

AS8-4

1

10"

4" X 16 GA. STEEL
STUD @ 16" O.C.

4" X 16 GA. STEEL
STUD

A

5

8 1/2"

8
"

SEE PLAN FOR PTN. TYPE

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

2 1/2" X 16 GA.
STEEL STUD
@ 16" O.C.

4" X 16 GA.
STEEL STUD

A

5.4

8
"

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

8 1/2"

AS8-4

13

6

A.6

1' - 2"

1
0
"

1
0
"

AS8-4

1

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

19

B

6
FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

1
' -

 2
"

1
' -

 2
"

10"

PTN. W.O.

2 1/2 " X 16 GA.
STEEL STUD
@ 16" O.C.

4" X 16 GA. STEEL
STUD

6

C.3

6" x 16 GA. STL. STUD

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

1' - 4"

8
"

5

C.3

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

2 1/2" X 16 GA.
STEEL STUD @
16" O.C.

4" X 16 GA.
STL. STUD

1' - 2" 1' - 10"

8
"

4" X 16 GA. STEEL
STUD @ 16" O.C.

C.3

3.1
FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

1

1' - 0 1/2"

8
"

4" X 16 GA. STEEL
STUD @ 16" O.C.

4" X 16 GA.
STEEL STUD

4

C.3

2' - 3 1/2"8 1/2"

8
"

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

AS8-4

16

4" X 16 GA. STEEL
STUD @ 16" O.C.
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1
' -

 2
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 4
"

8"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4

1

4" X 16 GA.
STEEL STUD
@ 16" O.C.

2 1/2" X 16 GA.
STEEL STUD
@ 16"O.C.

4" X 16 GA.
STEEL STUD
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 4
"
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"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4
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1

C

1
' -

 3
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/2
"

CURTAINWALL

1/8" THK. ANODIZED ALUM. PANEL

CONT. SEALANT

2 1/2 " X 16 GA.
STEEL STUD

SLIDING DOOR

SEE PLAN
FOR PTN.
TYPE
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"

CONT. SEALANT

4" X 16 GA. STEEL STUD
@ 16" O.C.

5/8" GYP. BD.

TYPE 2
WATERPROOFING
MEMBRANE

TYPE  3
WATERPROOFING
MEMBRANE

1

5/8" GYP.
SHEATHING
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ALUM. ANGLE

ALIGN
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C.4

FOR ADDITIONAL NOTES AND
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ALIGN
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AS8-4

3

C.4

2.5

5/8" GYP. BD, TYP.

4 X  16 GA. STEEL STUDS

CURTAINWALL

CL MULLION/ FACE OF GYP. BD.

CONT. SEALANT

CL MULLION/ FACE
OF GYP. BD.

CONT. SEALANT

O.A. WIDTH
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H

A
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1' - 4" 1' - 4"

8
"

2 1/2" X 16 GA
STEEL STUD.@
16" O.C.

4" X 16 GA.
STEEL STUD
@ 16" O.C.

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4
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A
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SEE PLAN
FOR PTN. TYPE

4 X 16 GA. STL.
STUD @ 16" O.C.

2 1/2" X 16 GA. STL.
STUD @ 16" O.C.

1' - 4"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4
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 4
"

A

2

1' - 4"
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SEE PLAN FOR
PTN. TYPE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4
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4" X 16 GA. STEEL
STUD @ 16" O.C.
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2 1/2" X 16 GA.
STL. STUD
@ 16" O.C.
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STL. STUD

5/8" GYP.BD

CURTAINWALL
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ALIGN
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STUD
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EXTERIOR PLAN DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-4

 1 1/2" = 1'-0"

1 PLAN DETAIL
 1 1/2" = 1'-0"

9 PLAN DETAIL
 1 1/2" = 1'-0"

13 PLAN DETAIL
 1 1/2" = 1'-0"

17 PLAN DETAIL

 1 1/2" = 1'-0"

18 PLAN DETAIL

 1 1/2" = 1'-0"

19 PLAN DE3TAIL

 1 1/2" = 1'-0"

20 PLAN DETAIL
 1 1/2" = 1'-0"

16 PLAN DETAIL
 1 1/2" = 1'-0"

8 PLAN DETAIL
 1 1/2" = 1'-0"

12 PLAN DETAIL

 1 1/2" = 1'-0"

14 PLAN DETAIL
 1 1/2" = 1'-0"

2 PLAN DETAIL

 1 1/2" = 1'-0"

3 PLAN DETAIL

 1 1/2" = 1'-0"

4 PLAN DETAIL

 1 1/2" = 1'-0"

7 PLAN DETAIL

 1 1/2" = 1'-0"

5 PLAN DETAIL

 1 1/2" = 1'-0"

6 PLAN DETAIL
 1 1/2" = 1'-0"

10 PLAN DETAIL @ SECOND FLOOR

 1 1/2" = 1'-0"

11 PLAN DETAIL @ SECOND FLOOR
 1 1/2" = 1'-0"

15 PLAN DETAIL @4/C @ SECOND FLOOR



1/2" W. GALV. STEEL
CONTROL JOINT, PAINTED

BLDG. PAPER AND TYPE 2
WATERPROOFING
MEMBRANE

CEMENT PLASTER ON
METAL LATH

5/8" GYP. SHEATHING

TYPE 1 INSULATION

5/8" GYP. BD.

CONT. SEALANT

CONT.
SEALANT

6"  X 16 GA.
STL. STUD

1
/2

"

ALIGN

6" X 16 GA.
STL. STUD

6" X 16 GA. STL.
STUD @ 16" O.C.

4" X 16 GA. STL.
STUD @ 16" O.C.

CURTAIN  WALL

5/8" GYP. BD

BLDG. PAPER AND
TYPE 2
WATERPROOFING

TYPE 4
WATERPROOFING

3
"

CONT. SEALANT

CONT.
SEALANT

6" X 16 GA. STL.
STUD

6"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4

1

O
.A

. 
W

ID
T

H

CL

D
IM

. 
P

T
.

D
IM

. 
P

T
.

MULLION/
PTN., W.O.

CONT.
SEALANT, W.O.

PTN. W.O., SEE PLAN
FOR PTN. TYPE

C.4

CL MULLION/ FIN

4
"

1
' -

 8
"

6
"

ALIGN

GALV. STRUCTURAL
COLUMN

1/8" ANODIZED ALUM.
PANEL STIFFENERS AS
REQUIRED, TYP.

1
' -

 2
"

SEE PLAN FOR
PTN. TYPE

6
"

1/8" PLATE ALUMINUM
FASTENING ASSEMBLY,
TYP.

RIVNUT ASSEMBLY, TYP.

2 1/2" 2 1/2"

FOR ADDITONAL NOTES
& DIMENSIONS, SEE

AS8-4A

2

1
/2

"

O
.A

. 
W

ID
T

H

SEE PLAN FOR
PTN. TYPE

CONT. SEALANT

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4A

1

1/2"O.A. WIDTH

ALUM. SILL
@ WINDOW

CONT. SEALANT6

ALIGN

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4A

1

TYPE 3 WATERPROOFING

DIM. PT.DIM. PT.

ALUM. SILL

C

1' - 6"

1
' -

 4
"

LINE OF CANOPY ABOVE

8"

GALV. STRUCTURAL
COLUMN

6" X 16 GA. STL. STUD
@ 16" O.C., TYP.

CL CLCOL. COL.

6
 3

/4
"

CL

COL.

8"

3' - 8"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4

1

BLDG. PAPER AND
TYPE 2 WATERPROOFING
MEMBRANE

CEMENT PLASTER AND METAL
LATH, TYP.

TYPE 3 WATERPROOFING
MEMBRANE

5/8" GYP BD.

INSULATION

6 X 16 GA. STL. STUD
@ 16" O.C.

STL. DOOR FRAME

CONT. SEALANT

4" THK. ALUM. LOUVER

1
/4

"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

O
.A

. 
W

ID
T

H

AS8-4A

9

TYPE 4 WATERPROOFING

SEALANT

FULL BREAKOUT AUTO.
SLIDING GL. DRS.

ALUM. STOREFRONT

ALIGN

DIM. PT.DOOR OPENING

1/4"

CL COLUMN/ FIN

1/8" ALUM. COLUMN
COVER STIFFENERS
AS REQUIRED

6
"

2" x 8"  ALUM.
INTERLOCKING
OUTRIGGER

8" ALUM.
AIRFOIL BLADE
@ 8" O.C.

BOLT THROUGH OUTRIGGER
@ 18" O.C. INTO GALV.
STRUCTURAL COLUMN, SET
BOLT IN MASTIC

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-4A

4

CL COLUMN/
SUN
CONTROL
DEVICE

BLOCKING AS
REQUIRED

O.A. WIDTH O.A. WIDTH

A

4

1' - 3"

1
' -

 2
"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

4" X 16 GA. STEEL STUD
@ 16" O.C.

1

AS8−4

4" x 16 GA. STEEL
STUD

A

3

2 1/2" X 16 GA. STL.
STUD @ 16" O.C.

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

1' - 4" 1' - 4"

1
' -
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"

4" X 16 GA. STEEL
STUD @ 16" O.C.

AS8-4
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EXTERIOR PLAN DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-4A

 3" = 1'-0"

13 TYP. VERT. CONTROL JT. @ CEM. PLAS.
 3" = 1'-0"

1 JAMB DETAIL

 3" = 1'-0"

2 VERTICAL MULLION

 3" = 1'-0"

4 VERTICAL MULLION/ FIN @ PTN

 3" = 1'-0"

5 JAMB DETAIL

 3" = 1'-0"

6 WINDOW / STOREFRONT JAMB DETAIL

 3" = 1'-0"

7 WINDOW VERTICAL MULLION

 1 1/2" = 1'-0"

20 PLAN DETAIL

 3" = 1'-0"

9 DOOR JAMB DETAIL

 3" = 1'-0"

10 LOUVER JAMB

 3" = 1'-0"

8 DOOR JAMB @ STOREFRONT
 3" = 1'-0"

12
SUN CONTROL DEVICE ATTACHMENT
DETAIL @ VERTICAL FIN

 1 1/2" = 1'-0"

14 PLAN DETAIL @ SECOND FLOOR

 1 1/2" = 1'-0"

15 PLAN DETAIL @ SECOND FLOOR
 3" = 1'-0"

11 DOOR JAMB/LOUVER JAMB DETAIL



1
' -

 9
"

2
' -

 0
"

1
' -

 9
".

3' - 0"

OVERFLOW
DRAIN

ROOF DRAIN

FLASHING AND
ROOFING
OVERLAPS

4

AS8-5

2' - 0"
ROOF DRAINOVERFLOW DRAIN

RIM ELEVATION

FLASHING TO EXTEND MIN. 12"
FROM EDGE OF DRAIN

ROOF SYSTEM

METAL DECK

UNDER DECK CLAMP

RAIN WATER LEADER

CL

TAPERED INSULATION

CL

1
 1

5
/1

6
"

SLOPE

TOP OF DECK

RIGID INSULATION,
MIN 3" THICK

1/2" THICK COVERBOARD

SLOPE TO
DRAIN ROOFING MEMBRANE

METAL DECK

CONCRETE

4"  MIN.

12"  MIN.

2"
NOMINAL

12"  MIN.

12"  MIN.

12"  MIN.

4"  MIN.

LINE OF
WALL

WALL OR CURB WHERE
OCCURS

SHEET METAL COLLAR,
SEE VENT AND PIPE
PENETRATION DETAILS

22 GA. GALV. STEEL FLASHING
WITH CLAMP

COATED MET. FLASHING
(6" MIN. HIGH)

CONT. SEALANT

ROOF SYSTEM

CL PIPE

6" MIN.

3" MIN.

3
"

DETAIL MEMBRANE
STRETCH COLAR

SEALANT

6
" 

M
IN

.

LEAD FLASHING

CONT. SEALANT

ROOF SYSTEM

CL VENT PIPE

1
"

FOR ADDITIONAL NOTES AND
DIMENSIONS. SEE

AS8-5

7

MECHANICAL
EQUIPMENT
ENCLOSURE BASE

CONT. 22 GA. GALV.
SHT. METAL FLASHING,
SEAL ALL JOINTS &
FASTENERS
WATERTIGHT

CONT. 22 GA. GALV.
SHT. MET. REGLET
AND
COUNTERFLASHING

MECHANICAL
EQUIP. CONC. PAD

ROOF SYSTEM

FLASHING MEMBRANE

WATERPROOFING
MEMBRANE

SLOPE:
1/4" PER FOOT MIN.

3/4" THICK EXT. GRADE
PLYWOOD

ALUMINUM BLADE,
TYP.

GALV. STRUCTURAL
STEEL BEAM

GALV. STRUCTURAL
STEEL COLUMN

CLIP ANGLE

VERTICAL BLADE
SUPPORT

3
/4

"

T.O. ROOF SCREEN

37' - 0"

BLADE BRACE,
TYP.

GALV. STRUCTURAL
STEEL BEAM

GALV. STRUCTURAL
STEEL COLUMN

ALUMINUM
BLADE, TYP.

CLIP ANGLE

VERTICAL BLADE
SUPPORT

2
"

2' - 0"
ROOF DRAINOVERFLOW DRAIN

RIM ELEVATION

FLASHING TO EXTEND MIN. 12"
FROM EDGE OF DRAIN

ROOF SYSTEM

METAL DECK

UNDER DECK CLAMP

RAIN WATER LEADER

CL

SLOPE

TAPERED INSULATION

CL

2
".

TPO
MEMBRANE

1/2" THICK
COVERBOARD

6
".

CAULKING

1 1/2" CONT. WELD

STRETCH TPO
MEMBRANE TO
FORM 1" TURN UP

TPO DETAILED
MEMBRANE

DRAW BAND

CAULKING

FASTENER & PLATE
MIN. OF (4) AROUND
PIPE COL.

8
" 

M
IN

.

FRAME CURB W/ 1"
RIGID INSUATION
BY HATCH MFR.

FRAME COVER
BY HATCH MFR.

FLASHING MEMBRANE

MEMBRANE SEALANT
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WD.BLK.
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ROOF DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-5

 1 1/2" = 1'-0"

3 ROOF AND OVERFLOW DRAIN PLAN

 3" = 1'-0"

4 ROOF DRAIN & OVERFLOW DRAIN

 3" = 1'-0"

1 TYPICAL ROOF SECTION

 3" = 1'-0"

6
CLEARANCE FOR MULTI. PIPE
PENETRATIONS @ ROOF

 3" = 1'-0"

7 TYPICAL PIPE PENETRATION
 3" = 1'-0"

11 TYPICAL VENT PENETRATION

 3" = 1'-0"

10 EQUIPMENT PAD DETAIL

 3" = 1'-0"

17 HEAD DETAIL @ ROOF SCREEN

 3" = 1'-0"

18 SILL DETAIL @ ROOF SCREEN

 3" = 1'-0"

12 ROOF DRAIN & OVERFLOW DRAIN @ ROOF DECKING

 3" = 1'-0"

19 FLASHING AT HSS TUBE
 3" = 1'-0"

15 ROOF HATCH CURB FLASHING DETAIL



4

SECOND FLOOR

THRESHOLD

1/4".

AS REQ'D

SLIDING DOOR

1
/4

"

2" THK. CONC. PAVER

PEDESTAL

MEMBRANE
FLASHING

ROOFING
SYSTEM

ROOFING MEMBRANE
UNDER PEDESTRAL

FINISH FLOOR

1
' -

 0
"

1
' -

 0
"

2
 1

/2
"

1 1/2" DIA. GALV. STL. POST
@ 4'-0", TYP.

16 GA. GALV. STEEL
FLASHING

2" CONCRETE PAVER

3 X WD. BLKG

ROOF  FLASHING
MEMBRANE

CON'T CAULKING

SECOND FLOOR

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

6

SEALANT ALL AROUND

DRAWBAND

GALV. STEEL
COLLAR WELD TO
GALV. STEEL FLASHING
WITH CONT. WELD

2
"TURN UP ROOF FLASHING

MEMBRANE AROUND PIPE

3
' -

 6
".

A

1
' -

 0
"

1
' -

 0
".

CONC. PAVER

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

6

SECOND FLOOR

AS8-5A

4

ROOFING
MEMBRANE

FLASHING
MEMBRANE

CONT. 20 GA. GALV.
STEEL COPING, PAINTED

CEMENT PLASTER
ON METAL LATH

5/8" GYP. SHEATHING

BLDG. PAPER OVER TYPE 2
WATERPROOFING
MEMBRANE

T.O. PARAPET
32' - 6"

ROOF - TYP.
28'-0"

24 GA. GALV. SHT. MET.
REGLET & FLASHING

V
A

R
IE

S
 (

1
2

" 
M

IN
.)

1/2" THK. EXT. PLYWD

TYPE 1 WATERPROOFING
MEMBRANE

1 '- 4" U.O.N.

4
 1

/2
".

4
"

1
/2

".

SCREW WITH WATERTIGHT
WASHER IN SLOTTED @
2'-0" O.C.

1"

T.O. PARAPET
32' - 6"

ROOF - TYP.
28'-0"

C

1' - 4"

22 GA. GALV. STEEL
Z-TRIM

1
/2

"

GALV. STRUCURAL
SUPPORT

RIGID
INSULATION

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

4

CL COL./WALL

4
"

5
"

T.O. PARAPET
32' - 6"

ROOF
28'-0"

C

1' - 4"

22 GA. GALV. STEEL
Z-TRIM

1
/2

"

GALV. STRUCURAL
SUPPORT

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

4

1
/2

".

20  GA. GALV.
STL. COPING,
CLOSED
END ON
BOTH SIDES

4
"

4
 1

/2
"

4
" 4
"

4

SECOND FLOOR

CONT. SEALANT

STOREFRONT

MEMBRANE
FLASHING

ROOFING
SYSTEM

O
. 
A

. 
H

E
IG

H
T

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

6

4

SECOND FLOOR

CONT. SEALANT

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5A

6

1
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 0
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1" EXT. PLYWD

AS8-5A
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ROOF DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-5A

 3" = 1'-0"

6 ROOF PATIO DETAIL
 3" = 1'-0"

2 CONC. CURB @ ROOF PATIO
 3" = 1'-0"

10 PARAPET @ ROOF PATIO

 3" = 1'-0"

4 ROOF PARAPET DETAIL
 3" = 1'-0"

12 ROOF PARAPET DETAIL@ ROOF
 3" = 1'-0"

16 ROOF PARAPET DETAIL@ CANOPY
 3" = 1'-0"

8 ROOF PATIO DETAIL

 3" = 1'-0"

14 ROOF PATIO DETAIL



STEEL BEAM

4" X 16 GA. STEEL
STUDS AT 16" O.C.,

TYPE 2 WATERPROOFING
MEMBRANE

3"1 1/2" 1"

2 X  WOOD BLOCKING

ROOFING MEMBRANE

CONT. SEALANT

MEMBRANE PRIMER

CONT. SEALANT

FASTENERS @  6" O.C. STAGGERED

CL

CONT. SEALANT

7/8"  THK. CEMENT PLASTER
OVER METAL LATH

5/8" GYP. SHEATHING

BM.

6
 1

/4
".

CONT. 12 GA. Z-CLIP W/
2" LONG LEGS WELDED
TO STEEL BEAM

ROOF RIGID INSULATION

1"1
' -

 4
 1

/2
".

3/4" ALUMINUM
DRIP SCREED

10"

20 GA. GALV. STEEL
EDGE FASCIA TO MATCH
PARAPET COPING

CONT. 16 GA. GALV.
STEEL CLEAT

TYPE 4 WATERPROOFING
MEMBRANE

7/8" THK. CEMENT PLASTER
SOFFIT OVER METAL LATH

16 GA. GALV. STL. STRAP
WELDED TO BM & ATTACHED
TO EA. STL. STUD

ROOF LEVEL

1
' -

 1
 1

/4
".

SECOND FLOOR

14' - 0"

1' - 6"10"

CLCL BM BM

1/8" ANODIZED
ALUM. PANEL, TYP.

GALV. STRUCTURAL STEEL BEAM

LINE OF PYLON BEYOND

FACE OF BUILDING

8"

3" X 5" X 10 GA. GALV. STEEL
BENT PLATED WELDED
TO BEAM
CONT. GALV. STEEL HAT
CHANNEL, TYPICAL

CONT. SEALANT WITH
BACKER ROD

1/2"

DRIP @ 3'-0" O.C., TYP.

3" X 1 1/2" X 10 GA. GALV.
STEEL BENT PLATE WELDED
TO BEAM

CONT. SEALANT  WITH
BACKER ROD

TYP.

SLOPE

ANODIZED ALUMINUM FILLER,
SEALED WITH CONT. SEALANT

9
 3

/4
"

1
0
"

4"

SECOND FLOOR

14' - 0"

5" 10" 5"

1' - 8" 4"

CL CLBM BM

ALUM. FIN BEYOND

FACE OF BUILDING

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5B

2

GALV. STEEL HAT CHANNEL
WELDED TO BEAM

9
 3

/4
"

1
0
"

SLOPE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5B

1

CEMENT PLASTER
PYLON OR ALUM.
FIN

CONT. SEALANT

ALUM. CANOPY PANEL

AS8-5B

2

ROOFING MEMBRANE

1

CONT. SEALANT

CURTAIN WALL
SYSTEM

7/8" THK.
CEMENT
PLASTER
OVER
METAL LATH

A
L
IG

N

5/8" GYP. BOARD

TYPE 2
WATERPROOFING
MEMBRANE

5/8' GYP.
SHEATHING 6" X 16 GA. STEEL

STUDS @ 16"
O.C., TYP.

4" X 16 GA. STEEL
STUD, NESTED

TYPE 3
WATER-
PROOFING

1
' -

 1
"

GLAZING AND ALUM. SHOE
RAILING SYSTEM

STAINLESS STEEL COVER

CONT. SEALANT

SLOPE =  1/4" PER FT.

2
"

ROOF FLASHING
MEMBRANE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5B

1

AS8-5A

4

GALV. STRUCTURAL
BEAM

6" X 16 GA. STL.
STUD @ 16" O.C.

3/4" THK. EXT. PLYWD

1' - 4"

10"

7/8" FURRING
HAT CHANNEL

1
' -

 4
 1

/2
"

2"

TYPE 5 GLAZING

3
'-
1
".

ROOF LEVEL

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS8-5B

2

ANODIZED ALUMINUM
PANEL

ANODIZED ALUMINUM JOINT
FILLER, SEALED WITH CONT.
SEALANT

1
/2

"

GALV. HAT CHANNEL

2
' -

 1
0
 1

/2
".
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ROOF DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-5B

 3" = 1'-0"

1 EXTERIOR CANOPY DETAIL

 3" = 1'-0"

2 ALUMINUM CLAD CANOPY DETAIL

 3" = 1'-0"

3 ALUMINUM CLAD CANOPY DETAIL

 3" = 1'-0"

4 ALUM. CLAD CANOPY @ PYLON / FIN

 3" = 1'-0"

10 ROOF EDGE DETAIL @ GUARDRAIL

 3" = 1'-0"

8 ALUM. CLAD CANOPY PANEL @ CORNER



FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

22.5

2
4

' -
 6

"

GREEN SCREEN
MODULE, TYP.

1
1

' -
 5

"

6
"

6
"

E
Q

E
Q

E
Q

6
"

6
"

E
Q

E
Q

E
Q

ATTACHMENT POINT
FOR GREEN SCREEN
MODULE, TYP.

FLEX "C" RING, TYP.
FOR PANEL ALIGNMENT

FIRST FLOOR

0' - 0"

SECOND FLOOR

14' - 0"

GREEN SCREEN
MODULE, TYP.

AS8-3A

3

FACE OF EXTERIOR WALL

2 2.5
AS8-6

3

AS8-6 15

AS8-6A

4

4' - 0" TYP.
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X
.

4
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SCREEN ENLARGED PLAN AND

ELEVATIONS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-6

 1/2" = 1'-0"

3 SCREEN ELEVATION
 1/2" = 1'-0"

15 SCREEN ELEVATION

 1/2" = 1'-0"

4 SCREEN ENLARGED PLAN



3" THICK MODULAR
GREEN SCREEN PANEL, TYP.

STAINLESS STEEL TEK
SCREW, CLIPS SIZED FOR
1/4" DIA. FAST- ENER, TYP.

UHMW HIGH DENSITY, NON UV
DEGRADABLE PLASTIC
SPACER, BLACK COLOR, TYP.

3 1/4" X 1/2" LEGS X 3 1/4" WIDE
X 14 GA. GALV. STEEL
CHANNEL, FINISH TO MATCH
MODULAR GREEN SCREEN
PANEL, TYP.

FINISH GRADE

GALV HSS BEAM PER
STRUCTURAL DWG.

GALV HSS BEAM PER
STRUCTURAL DWG.

T.O. TS STEEL

SECTIONELEVATION

CONT.1/2"X 1/2" X 20 GA.
GALV.  STEEL  EDGE TRIM @
HORIZONTAL TOP,  BOTTOM
AND  VERTICAL SIDE EDGES
OF MODULAR GREEN
SCREEN PANEL, TYP. FINISH
TO MATCH MODULAR GREEN
SCREEN PANELS

5" TYP.

6
" 

T
Y

P
.

6
" 

T
Y

P
.

5" TYP.

1
' -

 0
"

4
"

GALV. HHS COLUMN
PER STRUCTURAL DWG

2

AS8−6A

CL

CL

1/2" TYP.

GALV. HSS COLUMN
PER STRUCTURAL DWG.,
TYP.

3" THICK MODULAR
GREEN SCREEN PANEL, TYP.

GALV. HSS BEAM
PER STRUCTUAL DWG.

CL CL
COLUMNS, TYP.

COLUMNS,
TYP.

SEE STRUCTURAL DWGS, TYP.
NOTE:
STAIRS NOT SHOWN FOR
CLARITY

FACE OF FINISH WALL

EDGE OF CONCRETE GRADE BEAM BELOW

EDGE OF CONCRETE SLAB, TYP.

INROF

A

LI

STATE
CAOF

CHI ET

C

RA

T

NS DE

LI

EC

RENEWAL DATE

C-29350
MEI-MEI CHAN

11-30-15

N

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         ofIssues & Revisions: Date

CONSULTANTS:

VANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CA

ARCHITECT/ENGINEERS:
Office of
Facilities

Management

APRIL 22, 2014 ----

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

16
8

4
0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231, OCT 1978

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

T (415) 682-7376       F (415) 682-7339

239  9TH STREET,  SUITE 201
SAN FRANCISCO, CA  94103

612-111

www.meiarchitects.com

KEY PLAN

FULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTS
5/9/2014 11:52:28 AM

SCREEN DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC JW
AS8-6A

 1 1/2" = 1'-0"

3 GREEN WALL - ELEVATION/SECTION

 1 1/2" = 1'-0"

4 GREEN SCREEN PLAN



PLAN VIEW

METAL
DECK W/
CONC. FILL

5/8" GYPSUM BOARD

4" X 16 GA. STEEL STUD @ 16"
O.C., TYP.

4" X 16 GA. STEEL STUD BRACING
@ EACH STUD, SPACE @ 48" O.C.
VERTICALLY

3- #10 SMS TYP.

INSULATION, WHERE OCCURS

U.O.N. ON PLAN

1' - 4", TYP.

NOTE:  ALL OPENINGS ARE UNPROTECTED

SECTION VIEW

@ FLOOR

BASE (U.O.N.)

CONT. CAULKING, TYP.

FINISH FLOOR

SHOT IN ANCHOR "HILTI" DN32P8
@ 16" O.C. (6" MAX. FROM
ENDS),TYP.

@ CEILING

LINE OF FINISH CEILING
WHERE OCCURS

6
"

@ METAL DECK ( PARALLEL, OFFSET)
(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

SLOTTED SLIP TRACK W/ 1-#6 SCREWS AT
CENTER OF SLOT W/ STAND-OFF WASHER,
EACH SIDE, TYP.

CONT. 12" WIDE X 16 GA. STEEL PLATE
WELD TO METAL DECK W/ 1" LONG STITCH
WELD @ 12" O.C.

1
/2

"

CONT. CAULKING, TYP.

2 PHILIPS S14 ANCHOR TO CONC. FILL
OF
EVERY BOTTOM FLUTE, MAX. 12" O.C.

TOP FLUTE OF METAL DECK

PACK TIGHT WITH ACOUSTICAL
INSULATION INTO SPACE BETWEEN TOP
OF TRACK & BOTTOM FLUTE OF METAL
DECK

BOTTOM OF FLUTE OF  METAL DECK

SLOTTED SLIP TRACK, W/ 1- #6 SCREW
AT CENTER OF SLOT W/ STAND-OFF
WASHER, EACH SIDE, TYP.

AT SOUND RATED PARTITION, EXTEND
ACOUSTICAL INSULATION & BOTH SIDES
OF GYP. BD. TO UNDERSIDE OF
STRUCTURE
& SEAL TIGHT WITH CAULKING, TYP.

@ METAL DECK ( PERPENDICULAR)
(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

METAL
DECK W/
CONC. FILL

CONC.
SLAB

2 PHILIPS S14 ANCHOR TO CONC. FILL @ 12"
O.C. MAX.

#10 TEK SCREW SECURE TRACK TO STEEL
PLATE @ 12" O.C. & 6" FROM ENDS MAX.

MIN.

3"

5/8" GYPSUM BOARD

INSULATION WHERE OCCURS

16 GA. STEEL STUD @ 16" O.C., TYP.

=

BASE (U.O.N.)

CONT. CAULKING  @ SOUND
RATED PTN., TYP.

FINISH FLOOR

PLAN VIEW

SECTION VIEW

@ CEILING

@ METAL DECK (PARALLEL, OFFSET)

@ METAL DECK (PERPENDICULAR)

SHOT - IN ANCHOR "HILTI" DN32P8 @
16" O.C.*6" MAX. FROM ENDS), TYP.

LINE OF FINISH CEILING
WHERE OCCURS

SLOTTED SLIP TRACK, W/ 1- #6 SCREW AT CENTER
OF SLOT W/ STAND-OFF WASHER, EACH SIDE,
TYP.

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

2 PHILIPS S14 ANCHOR TO CONCRETE FILL OF
EVERY BOTTOM FLUTE, MAX. 12" O.C.

TOP FLUTE OF METAL DECK

PACK TIGHT WITH ACOUSTICAL INSULATION INTO
SPACE BETWEEN TOP OF TRACK AND TOP
FLUTES OF DECK

BOTTOM FLUTE OF METAL DECK

SLOTTED SLIP TRACK, W/ 1- #6 SCREW AT
CENTER OF SLOT W/ STAND-OFF WASHER,
EACH SIDE, TYP.

AT SOUND RATED PARTITION, EXTEND ACOUSTICAL
INSULATION & BOTH SIDES OF GYP. BOARD TO THE
UNDERSIDE OF  STRUCTURE AND SEAL TIGHT WITH
CAULKING, TYP.

@ FLOOR

CONC.
SLAB

1
/2

"

METAL
DECK W/
CONC.
FILL

METAL
DECK W/
CONC.
FILL

6
"

NOTE:  ALL OPENINGS ARE UNPROTECTED

B = 4"

B1 = 6"

B

B1 = 7 1/4"

CONT. 12" WIDE X 16 GA. STEEL PLATE, WELD TO
METAL DECK W/ 1" LONG STITCH WELD @ 1'-0"
O.C.

#10 TEKS SCREW, SECURE TRACK TO STEEL
PLATE @ 12" O.C. & 6" FROM ENDS MAX.

CONT.
CAULKING,
TYP.

3" MIN.

CONT.
CAULKING
, TYP.

LEAD LINIING TO 7'-0" A.F.F., WHERE
OCCURS

LEAD LINING,  WHERE OCCURS

= 5 1/4"

5/8" GYPSUM BOARD

INSULATION WHERE OCCURS

16 GA. STEEL STUD @ 16" O.C., TYP.

BASE (U.O.N.)

CONT. CAULKING  @ SOUND
RATED PTN., TYP.

FINISH FLOOR

PLAN VIEW

SECTION VIEW

@ CEILING

SHOT - IN ANCHOR "HILTI" DN32P8 @
16" O.C.*6" MAX. FROM ENDS), TYP.

LINE OF FINISH CEILING
WHERE OCCURS

@ FLOOR

CONC. SLAB

6
"

NOTE:  ALL OPENINGS ARE UNPROTECTED

A = 4"

A1 = 6"

A

A1 SEE PLAN

SEE PLAN

WALL / COLUMN W.O.

FOR BRACING AT
FURRING, SEE

EXTEND STUD, INSULATION &
GYP. BD. TO UNDERSIDE OF
STRUCTURE @ EXTERIOR WALL

AS9-1A

8

PLAN VIEW

SECTION VIEW

@ CEILING

@ METAL DECK (PARALLEL, OFFSET)

@ METAL DECK (PERPEN.)

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

@ FLOOR

FIRE RATING DESIGN NO.
NOTE:  ALL OPENINGS ARE PROTECTED

BASED ON
U.L. DESIGN NO. HW-D-0539

5/8" TYPE "X" GYPSUM BOARD

INSULATION WHERE OCCURS

16 GA. STEEL STUD @ 16" O.C., TYP.

BASE (U.O.N.)

CONT. FIRESTOPPING, TYP.

FINISH FLOOR

SHOT - IN ANCHOR "HILTI" DN32P8 @
16" O.C.*6" MAX. FROM ENDS), TYP.

LINE OF FINISH CEILING
WHERE OCCURS

CONC.
SLAB

C = 4"

C1 = 6"

C

C1 = 7 1/4"

#10 TEKS SCREW SECURE STUD TO STEEL
PLATE @ 12" O.C. & 6" FROM ENDS MAX.

TOP FLUTE OF METAL DECK

BOTTOM FLUTE OF METAL DECK

SPRAY-APPLIED FIRESTOPPING

CONT. FIRE SAFING INSULATION, CUT APPROX.
25% WIDER THAN FLUTES, COMPRESS 50% IN
THICKNESS & PACK INTO SPACE BETWEEN TOP OF
CHANNEL & DECK.  FLUSH WITH FACE OF GYP. BD.
BOTH SIDES

METAL
DECK W/
CONC. FILL

METAL
DECK W/
CONC. FILL

CONT. 12" WIDE X 16 GA. STEEL PLATE, WELD TO
METAL DECK W/ 1" LONG STITCH WELD @ 1'-0" O.C.

#10 TEKS SCREW, SECURE TRACK TO
STEEL PLATE @ 12" O.C. & 6" FROM ENDS
MAX.

3" MIN.

CONT. FIRE SAFING INSULATION STRIP,
COMPRESS 50% AND PACK TIGHT INTO SPACE
BETWEEN TOP OF GYPSUM BOARD AND BOTTOM
OF DECK FLUTE, TYP.

5/8" GYP. BD., SECURED WITH 1 5/8" LONG TYPE S
SCREWS @ 6" O.C., MAX.

GA# WP1350

BASED ON
U.L. DESIGN NO. HW-D-0538

1/8" (WET) THICKNESS SPRAY-APPLIED
FIRESTOPPING

CONT. FIRE SAFING INSULATION STRIP, CUT
APPROX. 25% WIDER THAN FLUTES, COMPRESS
50% IN THICKNESS AND PACK TIGHT INTO FLUTES,
TYP.

T
Y

P
.

3
/4

"

OVERLAP
1/2" MIN.

CONT. FIRE SAFING INSULATION STRIP,
COMPRESS 50% & PACK TIGHT INTO SPACE
BETWEEN TOP OF GYP. BD. AND BOTTOM OF
METAL DECK

SLOTTED SLIP TRACK

ATTACH VERTICAL STUDS TO SLOTTED
TRACK WITH 1-#8 WAFERHEAD SCREW AT
CENTER OF SLOT, EACH SIDE

= 5 1/4"

.

CONCRETE
SLAB, TYP.

NON-RATED
SUSPENDED
FINISHED
CEILING
SYSTEM,
TYP., HEIGHT
VARIES

FULL HEIGHT
FIRE RATED
PARTITION,
SEE PLAN FOR
TYPE, TYP.

FURRING

NON-RATED PARTITION

AS9-1

8

AS9-1

16
AS9-1

4 MECHANICAL
SYSTEM -
FIRE / SMOKE
DAMPER AS
REQUIRED

PLAN VIEW

SECTION VIEW

@ CEILING

@ METAL DECK (PARALLEL, OFFSET)

@ METAL DECK (PERPEN.)

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

(ALL NOTES & DIMENSIONS APPLY TO
OTHER HEAD CONDITIONS)

@ FLOOR

FIRE RATING DESIGN NO.
NOTE:  ALL OPENINGS ARE PROTECTED

BASED ON
U.L. DESIGN NO. HW-D-0570

5/8" TYPE "X" GYPSUM BOARD

INSULATION WHERE OCCURS

20 GA. C-H STEEL STUD @ 24" O.C.

BASE (U.O.N.)

CONT. FIRESTOPPING, TYP.

FINISH FLOOR

SHOT - IN ANCHOR "HILTI" DN32P8 @
16" O.C.*6" MAX. FROM ENDS), TYP.

LINE OF FINISH CEILING
WHERE OCCURS

CONC.
SLAB

D = 4"

D1 = 6"

D

D1

= 4 5/8"

TOP FLUTE OF METAL DECK

BOTTOM FLUTE OF METAL DECK

CONT. FIRE SAFING INSULATION, CUT APPROX.
25% WIDER THAN FLUTES, COMPRESS INTO THE
FLUTES OF THE STEEL FLOOR UNITS ABOVE THE
CEILING RUNNER AS A PERMANANET FORM

METAL
DECK W/
CONC. FILL

METAL
DECK W/
CONC. FILL

CONT. 12" WIDE X 16 GA. STEEL PLATE, WELD TO
METAL DECK W/ 1" LONG STITCH WELD @ 1'-0" O.C.

#10 TEKS SCREW, SECURE TRACK TO STEEL
PLATE @ 12" O.C. & 6" FROM ENDS MAX.

CONT. FIRE SAFING INSULATION STRIP,
COMPRESS 50% AND PACK TIGHT INTO SPACE
BETWEEN TOP OF GYPSUM BOARD AND BOTTOM
OF DECK FLUTE, TYP.

5/8" GYP. BD., SECURED WITH 1 5/8" LONG TYPE S
SCREWS @ 6" O.C., MAX.

UL NO. U469

BASED ON
U.L. DESIGN NO. HW-D-0569

MIN.1/8" (WET) THICKNESS SPRAY-APPLIED
FIRESTOPPING

CONT. FIRE SAFING INSULATION STRIP, CUT
APPROX. 25% WIDER THAN FLUTES, COMPRESS
50% IN THICKNESS AND PACK TIGHT INTO
FLUTES, TYP.

1" GYPSUM CORE BOARD

SHAFT
OPENING

1/4" TYP.

BASED ON U.L. DESIGN NO. BW-S-0016

1/4" MIN. @ MECHANICAL AND PLUMBING
SHAFTS, U.O.N., ELEVATOR SHAFTS, SEE

1" GYPSUM CORE BOARD

SHOT - IN ANCHOR "HILTI" DN32P8 @ 16" O.C.
(6" MAX. FROM ENDS), TYP.

SHOT - IN ANCHOR "HILTI" DN32P8 @ 16" O.C.
(6" MAX. FROM ENDS), TYP.

= 6 5/8"

CONT. J-RUNNER

.

INROF

A

LI

STATE
CAOF

CHI ET

C

RA

T

NS DE

LI

EC

RENEWAL DATE

C-29350
MEI-MEI CHAN

11-30-15

N

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         ofIssues & Revisions: Date

CONSULTANTS:

VANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CA

ARCHITECT/ENGINEERS:
Office of
Facilities

Management

APRIL 22, 2014 ----

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

16
8

4
0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231, OCT 1978

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

T (415) 682-7376       F (415) 682-7339

239  9TH STREET,  SUITE 201
SAN FRANCISCO, CA  94103

612-111

www.meiarchitects.com

KEY PLAN

FULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTS
5/9/2014 11:52:31 AM

PARTITION SCHEDULE AND DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-1

 3" = 1'-0"

12 TYPE B2 NON RATED PARTITION
 3" = 1'-0"

8 TYPE B & B1 NON RATED PARTITION
 3" = 1'-0"

4 TYPE A AND A1 FURRING
 3" = 1'-0"

16

TYPE C & C-1 1HR. FIRE RATED

PARTITION

 3" = 1'-0"

2

DIAGRAMMATIC SECTION -

INTERIOR PARTITIONS

 3" = 1'-0"

20

TYPE D & D1 1 HR. FIRE RATED

SHAFT PARTITION



STEEL STUD FRAMING

CONT. 3 5/8" STEEL STUD BRACING @
PTN. WHERE GYP. BD. NOT EXTENDED
TO STRUCTURE ABOVE

(A
B

O
V

E
 F

IN
IS

H
 C

E
IL

I N
G

)

1
/4

 +
/-

 H
E

IG
H

T
 O

F
 S

T
U

D

EXTEND STEEL STUD TO
STRUCTURE ABOVE

DELETE GYP. BD. @ NON
FIRE-RATED PTN.

#8 TEKS SCREWS, SECURED
TO FLANG AND TRACK, TYP.

FINISHED SURFACE

2 CONT. BEADS OF ACOUSTICAL
SEALANT BEHIND STUD

CONT. SEALANT (FIRESTOPPING
@ FIRE RATED PTN.)

OUTLET, EQUIPMENT OR
RECEPTACLE WHERE OCCURES,
PROVIDE CONT. SEALANT
AROUND ALL PENETRATIONS
(PROVIDE CONT. FIRESTOPPING
@ FIRE-RATED PTN.)

ACOUSTICAL INSULATION, TYP.

PIPING / CONDUIT WHERE
OCCURS

1
/2

" 
M

A
X

.

TYPE 2:

TYPE 1:

16"

16"

16"

16"

PROVIDE TYPE 2 BACKING PLATE
FOR ALL TOILET ACCESSORIES,
F.E.C., TELEPHONE OUTLET, DOOR
STOP, SURFACE MOUNTED LIGHT
FIXTURE, AND AS SHOWN.

USE #12 SELF TAPPING SHEET METAL SCREWS WHEN ATTACHING ITEMS TO BACKING PLATES,
UNLESS OTHERWISE NOTED.

PROVIDE TYPE 1 BACKING
PLATE FOR BASE AND UPPER
CABINET, ELECTRICAL PANEL,
URINAL, LOCKER, WALL
MOUNTED FIXTURES, LIGHT
FIXTURES, AND AS SHOWN.

CONFIRM LENGTH, HEIGHT AND LOCATION OF BACKING PLATES AND NUMBER REQUIRED WITH
ITEMS TO BE MOUNTED.

EXTEND BACKING PLATES TO LAST STUD BEYOND EDGE OF FIXTURE OR ACCESSORY, TYPICAL.

3.

2.

1.

NOTES:

STEEL STUD PER PLAN

BACKING PLATE, 6" X 16 GA.
STEEL DEEP LEG TRACK (1 1/2"
MIN.), NOTCH AND FASTEN
FLUSH TO STUDS W/ 2- #10
S.M.S. PER STUD.  ALL BACKING
PLATES TO SPAN MIN. THREE
STUDS

STEEL STUD PER PLAN

BACKING PLATE, 6" X 14 GA.
STEEL PLATE, FASTEN FLUSH TO
STUDS W/ 2- #10 S.M.S. PER
STUD.  ALL BACKING PLATES TO
SPAN MIN. THREE STUDS

WALL STUD FLANGES ARE CONTINUOUS, NOTCHING OF STUDS IS PROHIBITED.4.

TYPE 3:

16"

16"

PROVIDE TYPE 3 BACKING PLATE
FOR DRINKING FOUNTAIN, GRAB
BARS, HANDRAILS, WALL HUNG
LAVATORY AND AS SHOWN.

STEEL STUD PER PLAN

BACKING PLATE, 6" X 16 GA. STEEL
DEEP LEG TRACK (1 1/2" MIN.),
NOTCH AND FASTEN FLUSH TO
STUDS W/ 3- #10 S.M.S. PER STUD.
ALL BACKING PLATES TO SPAN MIN.
THREE STUDS

"A"

"B"

STEEL STUD

A
S

 R
E

Q
U

IR
E

D

4
'-
0
"

M
A

X
.

4
'-
0
"

M
A

X
.

CONT. BRIDGING, 1 1/2" COLD
ROLLED CHANNEL

4- #8 SHEET METAL SCREWS, TYP.

1 1/2" X 2" X 1/4" LESS THAN
STUD WIDTH X 16 GA. STEEL CLIP
ANGLE

PROVIDE FOR STUD FRAMING
WITH 3 5/8" OR WIDER
STEEL STUDS

3/4" LONG STITCH WELD BOTH SIDES

STEEL STUD

PROVIDE FOR STUD FRAMING
WITH 3 5/8" WIDE OR
SMALLER STEEL STUDS IN
THICKNESS OF MIN. 16 GA.

3/4"

1/2"

3/4"

CONT. BRIDGING, 1 1/2" COLD
ROLLED CHANNEL

CONT. FLOOR TRACK

CONT. BRIDGING, SEE
"A" OR "B"

STEEL STUD PER PLAN

CONT. TOP TRACK

5/8" GYP. BD.

1/2" THICK GYP. BD. ON BOTH
SIDES

F.E.C. WHERE OCCURS

SIZE TO FIT

SEE PLAN FOR PTN.
TYPE

6" X 16 GA. STEEL STUD ON BOTH
SIDES

5/8" TYPE "X" GYPSUM WALLBOARD

2
"

4
"

LEAD LINING

LEAD BATTEN

JOINT AT GYP. BD.

STEEL STUDS, BACK TO BACK

INSULATION WHERE OCCURS

5/8" GYPSUM WALLBOARD

4
"

LEAD LINING

LEAD BATTEN

INSULATION WHERE OCCURS

T
O

P
 O

F
 L

E
A

D
 L

IN
IN

G
@

 7
'-
0

" 
A

.F
.F

.

TYPE 1 CORNER GUARD

CONT. EXTRUDED ALUMINUM RETAINER

4" X 16 GA. STEEL STUD, TYP.

FEATHER JOINT COMPOUND 2" BEYOND EDGES
AND SAND SMOOTH FOR PAINT, TYP.

TYPE 2 CORNER GUARD AT 135-DEGREE

CONT. EXTRUDED ALUMINUM RETAINER

4" X 16 GA. STEEL STUD, TYP.

FEATHER JOINT COMPOUND 2" BEYOND
EDGES AND SAND SMOOTH FOR PAINT, TYP.

6" X 6" X 12 GA. BENT PLATE

SEE PLAN

TYPE 3 CORNER GUARD

FIRE BARRIER (MFG. STANDARD) FOR
FIRE RATED PARTITION

4" X 16 GA. STEEL STUD, TYP.

FEATHER JOINT COMPOUND 2" BEYOND
EDGES AND SAND SMOOTH FOR PAINT,
TYP.

ALIGN

ALIGN, TYP.

END CAP

16 GA. STEEL  JAMB STUD, TYP.

FEATHER JOINT COMPOUND 2" BEYOND
EDGES AND SAND SMOOTH FOR PAINT,
TYP.

V
A

R
IE

S

2"

SEE PLAN FOR PTN. TYPE

HANDRAIL / CRASH RAIL BELOW
WHERE OCCURS IN CORRIDOR, TYP.

4"

4
"

CORNER GUARD TYPE 1,
SEE

HANDRAIL / CRASH RAIL WHERE
OCCURS

AS9-1A

17

HANDRAIL, MITERED CORNER, TYP.

3
 1

/4
"

3 1/4"

SEE PLAN FOR PTN. TYPE, TYP.

16 GA. STAINLESS STEEL CORNER
GUARD

4" X 16 GA. STEEL STUD, TYP.

3 1/2"

3
 1

/2
"
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PARTITION FRAMING AND DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-1A

 3" = 1'-0"

1 TYPICAL STUD BRACING @ PTN.
 3" = 1'-0"

5 TYPICAL PTN. INTERSECTION

 3" = 1'-0"

6 SOUND TREATMENT

 3" = 1'-0"

4 BACKING PLATE SCHEDULE
 3" = 1'-0"

8 TYPICAL LATERAL BRACING @ FURRING

 3" = 1'-0"

9
F.E.C. & E.P.B. @ NON-FIRE RATED
PTN.

 3" = 1'-0"

11 LEAD BATTEN AT GYP. BD. JOINT

 3" = 1'-0"

10 LEAD BATTEN AT TOP OF LEAD LINING

 3" = 1'-0"

17 TYPE 1 CORNER GUARD (NON-RATED)

 3" = 1'-0"

18 TYPE 2 CORNER GUARD (NON-RATED)

 3" = 1'-0"

19
TYPE 3 CORNER GUARD (1-HR FIRE
RATED)

 3" = 1'-0"

15 END CAP

 3" = 1'-0"

13
HANDRAIL / CRASH RAIL AT
EXTERNAL CORNER

 3" = 1'-0"

14
HANDRAIL / CRASH RAIL AT
INTERNAL CORNER

 3" = 1'-0"

20 CORNER GUARD TYPE 4



B

2

1' - 4"1' - 2"

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD.

STRUCTURAL STEEL
COLUMN

2 1/2" X 16 GA.
STEEL STUDS

CERAMIC TILES

8
"

1
' -

 1
0

"

COUNTERTOP
BEYOND

STEEL DOOR
JAMB

SOUND INSULATION,
TYP.

B

3

1' - 2"

8
"

8
"

STRUCTURAL STEEL
COLUMN

SEE PLAN FOR PTN.
TYPE

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD., TYP.

B

4

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD., TYP.

STRUCTURAL STEEL
COLUMN

SEE PLAN FOR PTN.
TYPE, TYP.

1
' -

 3
"

10" 1' - 1 1/2"

F.E.C.

2.5" X 16 GA. STEEL
STUDS, TYP.

6" X 16 GA. STEEL
STUDS, TYP.

SOUND
INSULATION, TYP.

B

5

8"

SEE PLAN FOR PTN.
TYPE

5/8" GYP. BD., TYP.

4" X 16 GA. STEEL
STUDS, TYP.

STRUCTURAL STEEL
COLUMN

8
"

8
"

5

A.6

4" X 16 GA. STEEL
STUDS, TYP.

STRUCTURAL STEEL
COLUMN

SEE PLAN FOR PTN.
TYPE, TYP.

5/8 GYP. BD., TYP.

1
0
"

1
0
"

1' - 2" 1' - 2"

COUNTERTOP
BEYOND

CONT. 12 GA. STEEL Z-
CLIP WITH 2" LONG
LEGS, TYP., WELD TO
STEEL BEAM

C

5

SEE PLAN FOR PTN.
TYPE

5/8" GYP. BD., TYP.

8"8"

8
"

4" X 16 GA. STEEL
STUDS, TYP.

STRUCTURAL STEEL
COLUMN

F.E.C.

C

4

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD. WITH
LEAD LINING, TYP.

STRUCTURAL
STEEL COLUMN

SEE PLAN FOR PTN.
TYPE

7/8" X 12 GA. FURRING
CHANNEL, TYP., WELD
TO STEEL BEAM

10" 10"

1
' -

 2
"

COUNTERTOP
BEYOND

5/8" GYP. BD., TYP.

B

2

STRUCTURAL STEEL
COLUMN

4" X 16 GA. STEEL
STUDS , TYP.

CERAMIC TILE WHERE
OCCURS

5/8" GYP. BD., TYP.

1' - 4"

8
"

8
"

SEE PLAN FOR PTN.
TYPE, TYP.

1' - 6"

ALIGN

B

3

4"  X 16 GA. STEEL
STUDS @ 16" O.C., TYP.

STRUCTURAL STEEL
COLUMN

5/8" GYP. BD., TYP.

SOUND INSULATION

2

1' - 2"

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD.

FOR
ADDITIONAL
NOTES AND
DIMENSIONS,
SEE

SOUND INSULATION,
TYP.

CORNER GUARD,
TYP.

AS9-1A

17

SEE PLAN FOR PTN.
TYPE

C

2

1
0
"

1
' -

 4
"

4" X 16 GA. STEEL
STUDS, TYP.

5/8" GYP. BD.

SOUND INSULATION,
TYP.

SEE PLAN FOR PTN.
TYPE

STRUCTURAL STEEL
COLUMN

1
/2

"

CORNER GUARD, TYP.

CONT. FIRE SAFING
INSULATION STRIP,
COMPRESS 50% AND
PACK TIGHT, TYP.

1/8" (WET) THICKNESS
SPRAY-APPLIED
FIRESTOPPING
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PARTITION FRAMING AND DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-1B

 1 1/2" = 1'-0"

2 COLUMN FURRING AT GRIDLINE 2/B
 1 1/2" = 1'-0"

6 COLUMN FURRING AT GRIDLINE 3/B
 1 1/2" = 1'-0"

10 COLUMN FURRING AT GRIDLINE 4/B
 1 1/2" = 1'-0"

14 COLUMN FURRING AT GRIDLINE 5/B

 1 1/2" = 1'-0"

13 COLUMN FURRING AT GRIDLINE 5/A.6

 1 1/2" = 1'-0"

15 COLUMN DETAIL AT GRIDLINE 5/C
 1 1/2" = 1'-0"

11 COLUMN FURRING AT GRIDLINE 4/C

 1 1/2" = 1'-0"

1
COLUMN FURRING AT GRIDLINE
2/B @ 2ND FLOOR

 1 1/2" = 1'-0"

5
COLUMN FURRING AT GRIDLINE
3/B @ 2ND FLOOR

 1 1/2" = 1'-0"

4 FURRING MEETING SHAFT PTN.

 1 1/2" = 1'-0"

3 COLUMN FURRING AT ELEVATOR



1" X 1" X 2" LONG, 16 GA. STEEL CLIP,
TYP.

CONC. SLAB

CERAMIC TILE

CONT. GROUT JOINT, TYP.

SEE PLAN FOR PTN. TYPE

3/4" EXT. GRADE PLYWOOD, ATTACH
TO EACH VERT. STUD

WATERPROOF MEMBRANE

1/2" CEMENTITIOUS BACKER BOARD

WATER RESISTANT GYP. BD.

EXTEND WATERPROOF MEMBRANE
FULL HEIGHT OF PTN. @ SHOWER
COMPARTIMENT ONLY & 2" ABOVE
JOINT ELSEWHERE

REINFORCED MORTAR BED, SLOPE TO
DRAIN

3
"

3
/4

" 
M

IN
.

BOND COAT

CONC. SLAB

1 1/8" EXTERIOR GRADE
PLYWOOD

FOLDING SHOWER
SEAT

FOR ADDITIONAL NOTES
AND DIMS., SEE

AS9-1C

4

4" X 16 GA. STEEL STUD @ 16" O.C.,
TYP., PROVIDE BRACING AS SHOWN
ON

5/8" GYP. BD., TYP.

ALIGN

5/8" GYP. BD., TYP.

SEE PLAN FOR PTN. TYPE

LOCKERS

2X MARINE GRADE SOLID WOOD
BLOCKING @ 24" O.C., MAX.

CONT. 2X WOOD BLOCKING

RUBBER BASE

FINISH FLOOR

1/2" THICK MARINE GRADE PLYWOOD

4" X 16 GA. STEEL STUD @ 16" O.C.

INSULATION, TYP.

CONC. SLAB

SUSPENDED ACOUSTICAL CEILING
SYSTEM

1" X 1" X 2" LONG, 16 GA. STEEL CLIP,
TYP.

CERAMIC TILE

CONT. SEALANT

SEE PLAN FOR PTN. TYPE

3/4" EXT. GRADE PLYWOOD, ATTACH
TO EACH VERT. STUD

MOP
RECEPTOR

2
"

1
/4

"

WATERPROOF MEMBRANE

CONC.
SLAB

SEE PLAN FOR PTN. TYPE

CONT. BACKING PLATE TYPE 3

GRAB BAR, SECURE TO BACKING
PLATE W/ 2- 1/4" DIA. PHILIP
ROUND HEAD MACHINE SCREWS
@ EACH FLANGE, TYP.

1 1/2"

CERAMIC TILE, W.O.

SEE PLAN FOR PTN. TYPE

CONT. TYPE 1 BACKING PLATE, TYP.

CONT. CRASH RAIL, PROVIDE END CAPS AND
CRASH RAIL MOUNTING SUPPORTS

HALLWAY
SIDE

CONT. HANDRAIL, PROVIDE END CAPS AND
HANDRAIL MOUNTING SUPPORTS

5/8" GYP. BD., TYP.

INTEGRAL COVE BASE / RUBBER
BASE

CONT. TYPE 1 BACKING PLATE, TYP.

2
' -

 1
0

"

1
' -

 2
 1

/2
"

SEE PLAN FOR PTN. TYPE

CONT. TYPE 1 BACKING PLATE, TYP.

CONT. CRASH RAIL, PROVIDE END CAPS AND
CRASH RAIL MOUNTING SUPPORTS

STAFF
HALLWAY
SIDE

CONT. CRASH RAIL, PROVIDE END CAPS AND
CRASH RAIL MOUNTING SUPPORTS

5/8" GYP. BD., TYP.

INTEGRAL COVE BASE

1
' -

 2
 1

/2
"

2
' -

 1
0

"

AUTOMATIC SLIDING DOOR SYSTEM

CONT. SEALANT AND BACKER ROD

RESILIENT TERRAZZO TILE

ENTRANCE FLOOR GRID

CONC. SLAB

THRESHOLD

RESILIENT TERRAZZO TILE

PORCELAIN FLOOR TILE

     OF DOOR @ CLOSE POSITION

SLOPE TO DRAIN

CL

CONT. STAINLESS STEEL
ANGLE DIVIDER STRIP

CONT. STAINLESS STEEL ANGLE
DIVIDER STRIP

.

SLOPE 1/4"
PER FOOT

LEVELING MATERIAL

RESILIENT TERRAZZO TILE

CONC. SLAB

CONT. STAINLESS STEEL
ANGLE DIVIDER STRIP

    DOOR @ CLOSE POSITIONCL

DOOR

RESILIENT TERRAZZO TILE

CONCRETE SLAB WITH SEALER
FINISH

     OF DOOR @ CLOSE POSITIONCL

CONT. STAINLESS STEEL
ANGLE DIVIDER STRIP

REDUCER STRIP

RESILIENT FLOORING

TRIM STRIP DIVIDER

CONC. SLAB

   DOOR @ CLOSE
POSITION

CL

DOOR

PORCELAIN TILE

LEVELING MATERIAL

.

SLOPE 1/4" PER
FOOT

GROUT FILL

RESILIENT FLOORING

REDUCER STRIP

CONC. SLAB

   DOOR @ CLOSE
POSITION /
REDUCER STRIP

CL

DOOR

CARPET

CONC. SLAB

WOOD GRILLE WALL PANELING SYSTEM

CONT. 1" X 3" WOOD
BLOCKING AT 12" O.C. AND AT
ENDS, TYP.

SUSPENDED WOOD GRILLE CEILING
SYSTEM

SEE PLAN FOR PTN. TYPE

TERRAZO TILE BASE

FINISH FLOORING

INSULATION

7/8"

3
/4

"

CONT. WOOD BLOCKING

WOOD GRILLE PANELING SYSTEM WITH
BACKER

SEE PLAN FOR PTN. TYPE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

CONT. WOOD BLOCKING, ATTACH TO
STEEL STUDS, TYP.

AS9-1C

10

WOOD GRILLE PANELING SYSTEM WITH
BACKER

SEE PLAN FOR PTN. TYPE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

CONT. WOOD BLOCKING, ATTACH TO
STEEL STUDS, TYP.

AS9-1C

10

1/4"
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PARTITION FRAMING AND

MISCELLANEOUS DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-1C

 3" = 1'-0"

4 FLOOR BASE @ SHOWER
 3" = 1'-0"

8 FOLDING SHOWER SEAT
 3" = 1'-0"

12 LOCKER BASE AND SOFFIT

 3" = 1'-0"

3 MOP RECEPTOR
 3" = 1'-0"

7 GRAB BAR

 3" = 1'-0"

2
TYPICAL HANDRAIL AND CRASH
RAIL ANCHORAGE

 3" = 1'-0"

6 TYPICAL CRASH RAIL ANCHORAGE

 3" = 1'-0"

16
INTERIOR STOREFRONT SILL @
VESTIBULE

 3" = 1'-0"

20
RESILIENT TERRAZZO TILE / PORCELAIN
TILE

 3" = 1'-0"

18 RESILIENT TERRAZZO TILE / CARPET

 3" = 1'-0"

19 RESILIENT TERRAZZO / CONC FLOOR
 3" = 1'-0"

15 RESILIENT FLOORING / PORCELAIN TILE

 3" = 1'-0"

14 RESILIENT FLOORING / CARPET
 3" = 1'-0"

10 WOOD GRILLE PANELING AT PTN.

 3" = 1'-0"

13
WOOD GRILLE PANELING AT PTN. -
PLAN

 3" = 1'-0"

17
TYPICAL REVEAL AT WOOD
GRILLE PANELING



STEEL STUDS @ DOOR JAMB

2" X 2" X 3 1/2" X 12 GA. STEEL
ANGLE FLOOR ANCHOR, FASTEN
TO FLOOR SLAB WITH 1/2" X 3 1/2"
DIA. EXPANISION ANCHOR

CONT. 16 GA. STEEL TRACK

1/8"

STEEL STUDS, TYP.

RUNNER TRACK

RUNNER TRACK HEADER

DOUBLE WIDE FLANGE STEEL
STUDS AT DOOR JAMB, TYP.

(FOR DOOR FRAME OPENING) (FOR WINDOW / DUCT OPENING)

(S
E

E
S

C
H

E
D

U
L
E

)

(S
E

E
 S

C
H

E
D

U
L

E
)

O
P

E
N

IN
G

 H
E

IG
H

T

O
P

E
N

IN
G

H
E

IG
H

T

AS9-2

14

AS9-2

19

AS9-2

15

AS9-2

14

AS9-2

15

AS9-2

14

AS9-2

18

AS9-2

18

STEEL STUD BEYOND

16 GA. STEEL STUD, NESTED

16 GA. STEEL TRACK

16 GA. STEEL TRACK, CUT WEB
FLUSH WITH STUD, EXTEND
FLANGES 2" MIN. BEYOND EACH SIDE
AND WELD CONT. TO VERTICAL
STEEL STUD

1 1/2" X 1 1/2" X 2 1/2" X 14 GA. STEEL
ANGLE W/ 3- #10 SHEET METAL
SCREWS EACH LEG

(FOR FRAME OPENING LESS THAN 4'-0" WIDE)

1/8"1-8

1/8"1-8BOTH
SIDES
TYP.

16 GA. DOUBLE WIDE
FLANGE STEEL STUDS

1/8" 1-12

1/8" 1-12 BOTH
SIDES
TYP.

STEEL DOOR FRAME

FRAME DOOR STOP

SEE PLAN FOR PTN. TYPE

F
R

O
M

 F
IN

IS
H

 F
L
O

O
R

6
"

STEEL STUD BEYOND

2- 4" X 16 GA. STEEL STUDS

16 GA. STEEL TRACK

16 GA. STEEL TRACK, CUT WEB
FLUSH WITH STUD, EXTEND
FLANGES 2" MIN. BEYOND EACH SIDE
AND WELD CONT. TO VERTICAL
STEEL STUD

1 1/2" X 1 1/2" X 2 1/2" X 14 GA. STEEL
ANGLE W/ 3- #10 SHEET METAL
SCREWS EACH LEG

(FOR FRAME OPENING GREATER THAN 4'-0" TO LESS
THAN 12'-0" WIDE

1/8"1-8

1/8"1-8BOTH
SIDES
TYP.

1 1/2" X 1 1/2" X 2 1/2" X 14 GA. STEEL
ANGLE W/ 3- #10 SHEET METAL
SCREWS EACH LEG

SEE PLAN FOR PTN. TYPE

INSULATION WHERE OCCURS

WALL WHERE OCCURS

"Z" CLIP

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

1 15/16" @  1 3/4" THICK DOOR

2
"

5
/8

"

TYP.

1/2"

. .

PTN. + 1"

5
"

AS9-2

15

TILE WHERE OCCURS

SEE PLAN FOR PTN. TYPE

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

SHIM AS REQUIRED

(FOR DOOR FRAME OPENING UNDER 4'-0" WIDE)

AS9-2

4

AS9-2

14

SEE PLAN FOR PTN. TYPE

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

SHIM AS REQUIRED

(FOR DOOR FRAME OPENING FROM 4'-0" TO
12'-0" WIDE)

AS9-2

4

AS9-2

18

HINGE,
TYP.

LATCHSET/
LOCKSET/
DOOR PULL

DEADLOCK

EXIT DEVICE

. 
 6

"
E

Q
E

Q
6

" 
 .

CL

3
'-
2

" 
  
  
  
.

3
'-
6

" 
U

.O
.N

.

3
'-
2

" 
  
  
  
.

HARDWARE MOUNTING

DOOR

STEEL FRAME

GLAZING

L
IT

E
 D

IM
.

1
 1

/2
"

  
  
  
 .

DOOR LITE

SEE PLAN FOR PTN. TYPE

INSULATION WHERE OCCURS

"Z" CLIP

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

LEAD LINING

AS9-2

3

AS9-2

4

FLUSH

FL

FLUSH WITH
VISION PANEL

FLVP

FLUSH WITH
HALF GLAZED
PANEL

FLHG

9
"

9" 9"7"

STAFF LOUNGE
SIDE

HALLWAY
SIDE

EXTEND STUDS TO STRUCTURE
ABOVE AND PROVIDE BRACING AS
SHOWN ON

INSULATION WHERE OCCURS

ROLLER ASSEMBLY AND HOUSING

SLIDE PANEL

ALIGN

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS9-2

18

AS9-3

14
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INTERIOR DOOR SCHEDULE AND

DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-2

 3" = 1'-0"

19 TYPICAL FRAMING @ DOOR BASE

NTS

13 TYPICAL FRAMING @ OPENING

 3" = 1'-0"

14 TYPICAL FRAMING @ OPENING HEAD

 3" = 1'-0"

15 TYPICAL FRAMING @ OPENING JAMB

 3" = 1'-0"

12
SANITARY STOP @ TYP. INTERIOR
STEEL DOOR JAMB

 3" = 1'-0"

18 TYPICAL FRAMING @ OPENING HEAD

 3" = 1'-0"

4 TYPICAL STEEL DOOR JAMB

 3" = 1'-0"

7 TYPICAL STEEL DOOR HEAD
 3" = 1'-0"

3 TYPICAL STEEL DOOR HEAD

1 INTERIOR DOOR SCHEDULE

PLAN INDICATION

WALL WHERE OCCURS

5" TYP. FACE OF JAMB TO
FACE OF WALL (U.O.N.)

DOOR MARK (SEE NOTE 1
AND SCHEDULE)

HARDWARE GROUP

2
4

.

SINGLE OPENING

DOOR MARK SCHEDULE

DOOR
MARK FACING TYPE GLASS

FIRE
RATING WIDTH HEIGHT COMMENTS

1 WOOD FL - - 3' - 0" 7' - 0"

2 WOOD FL - - 3' - 6" 7' - 0"

3 WOOD FL - - 4' - 0" 7' - 0"

4 WOOD FL - - 3' - 8" 7' - 0"

5 WOOD FL - - 4' - 0" 7' - 0" LEAD LINED

7 WOOD FL - - 3' - 0" 7' - 0" LEAD LINED

8 WOOD FL - 60 MINS. 3' - 6" 7' - 0"

9 WOOD FLHG GL-6 - 8' - 0" 7' - 0" PAIR DOORS

10 WOOD FLHG GL-6 - 3' - 8" 7' - 0"

11 WOOD FLHG GL-6 - 4' - 0" 7' - 0"

12 WOOD FLVP GL-6 - 3' - 0" 7' - 0"

13 WOOD FLVP GL-6 - 3' - 8" 7' - 0"

PAIR OPENING

NOT TO SCALEDOOR TYPES STANDARDS NOT TO SCALE

 3" = 1'-0"

8 LEAD LINED DOOR JAMB (HEAD SIM.)

1.  FLUSH WOOD DOORS:

DOOR NOTES

A.  ALL DOORS SHALL BE 1 3/4" THICK, UNLESS OTHERWISE NOTED.

B.  ALL WOOD DOORS SHALL BE SOLID CORE CONSTRUCTION.

C.  ALL DOORS SHALL BE FLUSH TOPS AND BOTTOMS, UNLESS OTHERWISE NOTED.

 3" = 1'-0"

11 SLIDING PANEL AT STAFF LOUNGE

4'-0" & 4'-0"



O
.A

. 
H

E
IG

H
T

7
' -

 2
"

T
O

 F
IN

. 
F

L
.

O.A. WIDTH

DOOR
WHERE
OCCURS

1.X

AS9-2A

2

AS9-2A

3

AS9-2A

4 TYP.

AS9-2A

5

AS9-2

12

AS9-2

7

SEE PLAN FOR PTN. TYPE

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

GLAZING

ROOM SIDE

O
.A

. 
H

E
IG

H
T

16 GA. STEEL STUDS @ 16"
O.C, SECURE TO STRUCTURE
ABOVE, PROVIDE STEEL STUD
BRACINGS AS SHOWN ON

AS9-2A

3

AS9-2

18

AS9-3

14

SEE PLAN FOR PTN. TYPE

INSULATION WHERE OCCURS

CLIP ANCHOR

STEEL FRAME

FOR ADDITIONAL NOTES &
DIMS., SEE

3/4" X 3/4" METAL STOP

GLAZING

ROOM SIDE

2
"

3"

1/2"

O
.A

. 
W

ID
T

H

AS9-2

15

SEE PLAN FOR PTN. TYPE

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

O
.A

. 
H

E
IG

H
T

RUBBER BASE, TYP.

6
"

AS9-2A

3

16 GA. GALV. STEEL FRAME, SECURE
TO FLOOR WITH 12 GA. FLOOR CLIP AND
TO VERTICAL STEEL STUDS

FOR ADDITIONAL NOTES &
DIMS., SEE

GLAZING

ROOM SIDE

4" X 16 GA. STEEL STUDS, NESTED, SECURE
TO CONC. SLAB & STRL. ABOVE, PROVIDE
BRACINGS AS SHOWN ON

16 GA. GALV. STEEL FRAME, SECURE
TO VERTICAL STEEL STUDS

AS9-2A

3

AS9-3

14
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INTERIOR WINDOW SCHEDULE AND

DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-2A

1 INTERIOR WINDOW SCHEDULE

SYMBOLS
O.A.

WIDTH
O.A.

HEIGHT GLASS
FIRE

RATING COMMENTS

1.1 1' - 4" 6' - 8" GL-6 -

 3" = 1'-0"

2 TYPICAL WINDOW HEAD

 3" = 1'-0"

3 TYPICAL WINDOW JAMB

 3" = 1'-0"

4 TYPICAL WINDOW SILL

 3" = 1'-0"

5 DOOR JAMB W/ SIDE LIGHT



M
IN

.,
 T

Y
P

.

6
"

8" MAX.

CLG. SUSPENSION
SYSTEM

ACOUSTIC PANEL

PERIMETER ANGLE

5/8" GYP. BD., TYP.

CONT. SEALANT, TYP.

8" MAX.

7/8" METAL HAT-SHAPED
CHANNEL @ 16" O.C. MAX.

DOUBLE 16 GA. WIRE TIES

1 1/2" FURRING CHANNEL
@ 4'-0" O.C., TYP.

1
/4

"

C   COMPRESSION STRUT @ ACOUSTICAL
CEILING SYSTEM

A   CEILING GRID ATTACHMENT B   COMPRESSION STRUT @ STRUCTURE

45° MAX.

45° MAX.
45° MAX.

45° MAX.

COMPRESSION STRUT,
ATTACH TO MAIN RUNNER W/
2- #12 SELF-DRILLING SELF-
TAPPING SCREWS, NOTCH
COMPRESSION STRUT TO FIT
RUNNERS

MAIN RUNNER

CROSS RUNNER

ATTACHED
SPLAYED BRACING
WIRES 2" MAXIMUM
FROM       OF
RUNNER
INTERSECTION

12 GA. BRACING WIRE W/
MIN. 4 TIGHT TURNS IN 1
1/2" BOTH ENDS OF WIRE,
CONNECT TO MAIN
RUNNER, TYP.

COMPRESSION STRUT
SEE "B" AND "C"

CROSS RUNNER

MAIN RUNNER

9 GA. VERTICAL HANGER
WIRE @ 4'-0" O.C. EACH WAY
W/ MIN. 3 TIGHT TURNS IN 1
1/2" BOTH ENDS OF WIRE

(E) SLAB / OR (N) SLAB

FOR ADDITIONAL
INFORMATION, SEE 'C"

UNISTRUT P1326

COMPRESSION STRUTS:
UNISTRUT P1000, MIN.

P1000 UNISTRUT TO SPAN
2 FLUTES MIN. SECURE
W/ 2- 1/2" DIA. EXP. BOLT
W/
MIN. 2 1/2" EMBEDMENT
AT CENTER OF EACH
FLUTE, TYP.

2"  .2"   .

CL

WIRE "PIGTAIL" W/ 2" DIA.
LOOP & 4" TAIL

VERTICAL HANGER WIRE

METAL DECK W/ CONCRETE
FILL

5/16" DIA. HKB "HILTI" KWIK
BOLT W/ 1 1/2" MIN.
EMBEDMENT

1" X 2" X 12 GA. MIN. STEEL
CLIP

12 GA. SPLAYED SEISMIC
BRACING WIRE W/ 4 TIGHT
TURNS, MIN.

M
AX.

1 1/2"

METAL DECK W/ CONC. FILL

5/8" GYP. BD., TYP.

7/8" METAL HAT-SHAPED CHANNEL @
16" O.C. MAX.

DOUBLE 16 GA. WIRE TIES

1 1/2" FURRING CHANNEL
@ 4'-0" O.C., TYP.

MACHINE BOLT 1/4" MIN.

HANGER WIRE, 8 GA. MIN.

ANGLE STRUT OR CHANNEL 16 GA.
MIN. L/R = 200 MAX

@ RATED CLG.

6’−0" MAX
4’−0" MAX

12’−0" MAX

4
’−
0
" 

M
A

X
8
’−
0
" 

M
A

X

CROSS RUNNER
MEMBER

MAIN RUNNER
MEMBER

12GA HANGER
WIRE @ 4'-0" O.C.
MAX EACH WAY

SEISMIC RESTRAINT,
SEE

SLOTTED ANGLE
SPACER

AS9-3

4

12’−0" MAX @ RATED CLG.

6’−0" MAX
4’−0" MAX

4
’−
0
" 

M
A

X
8
’−
0
" 

M
A

X

SEISMIC RESTRAINT,
SEE

MAIN RUNNER @ 4'-0"
O.C.

FURRING CHANNEL @
16" O.C.

8 GA HANGER WIRE
MIN. @ 4'-0" O.C. EACH
WAY

AS9-3

7

2- #8 TEKS SCREWS, TYP.

3" X 3" X 5" WIDE X 1/8" STEEL
ANGLE W/ 2- 1/2" DIA. EXP.
BOLTS W/ 2 1/2" EMBEDMENT
MIN.

4" X 16 GA. STL. STUDS
BRACING @ 4'-0" O.C., SECURE
TO STRL. ABOVE & STUD
BELOW

3- #8 TEKS SCREWS, TYP.

4" X 16 GA. STL. STUD @ 16"
O.C. W/ 5/8" GYP. BD.

5/8" GYP. BD.

SHOT-IN ANCHOR "HILTI"
DN32P8 @24" O.C., TYP.

S
E

E
 P

L
A

N

CONT. WOOD TRIM AROUND
PERMITER, TYP.

12 GA. HANGER WIRE @ 4'-0"
O.C. MAX.

SUSPENDED WOOD GRILLE
CEILING SYSTEM

SUSPENDED ACOUSTICAL
CEILING SYSTEM

2
"

4"

3" MAX.

SUSPENDED WOOD
GRILLE CEILING SYSTEM

3/4"
PERIMETER ANGLE,
PAINTED FLAT BLACK
COLOR

3" MAX.

SUSPENDED WOOD
GRILLE CEILING SYSTEM

PERIMETER ANGLE,
PAINTED FLAT BLACK
COLOR

3/4" REVEAL

12 GA. BRACING WIRE @ 3'-0" MAX.

SUSPENDED GYP. BD. CEILING SYSTEM

CUBICLE TRACK, ATTACH TO FURRING
CHANNEL W/ SHEET METAL SCREWS @ 12"
O.C. AND AT ENDS, TYP.

CONT. 1 1/2" FURRING CHANNEL

4
5
.0

0
°

12 GA. BRACING WIRE @ 3'-0" MAX.

ACOUSTICAL CLG. SYSTEM

CUBICLE TRACK, ATTACH TO
FURRING CHANNEL W/ SHEET
METAL SCREWS @ 12" O.C., TYP.

CONT. 1 1/2" FURRING CHANNEL

CONT. WOOD BLOCKING

4
5
.0

0
°

12 GA. HANGER WIRE @ 4'-0"
O.C. MAX.

FLOATING GYP. BD. CEILING
PANEL, TYP.

SUSPENDED ACOUSTICAL
CEILING SYSTEM

4
 1

/4
" 

T
Y

P
.

CONT. 3 5/8" X 20 GA. STEEL STUD

CHANNEL CLIP

5/8" GYP. BD. TYP.

4"

CONT. LIGHT FIXTURE X LENGTH AS SHOWN,
SECURE TO STRUCTURE ABOVE

SUSPENDED GYP. BD. CEILING

SEE PLAN FOR PTN. TYPE

+/- 3 5/8"

FOR ADDITIONAL NOTES
AND DIMENSIONS, SEE

AS9-3

16

SUSPENDED LIGHT FIXTURE, SECURE
TO STRUCTURE ABOVE

SUSPENDED WOOD GRILLE CEILING
SYSTEM

SEE PLAN FOR PTN. TYPE

WOOD GRILLE WALL PANELING SYSTEM

+/- 3 5/8"

A
L
IG

N

AS9-1C

10

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

4
"

LIGHT FIXTURE WITH
MOUNTING BRACKET

GYP. BD. CEILING SYSTEM

CONT. TYPE 1 BACKING PLATE

SEE PLAN FOR PTN. TYPE

CERAMIC TILE, TYP.

12 GA. HANGER
WIRE @ 4'-0" O.C.
MAX.
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CEILING AND SOFFIT DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-3

 3" = 1'-0"

1
TYP. CONDITION @ ACOUSTIC
PANEL CEILING

 3" = 1'-0"

2 TYP. CONDITION @ GYP. BD. CEILING

NTS

4 SUSPENDED ACOUSTIC CEILING BRACING ASSEMBLY

 3" = 1'-0"

9
HANGER WIRE ATTACHMENT @
CONCRETE SLAB

 3" = 1'-0"

10
SEISMIC BRACING WIRE
ATTACHMENT @ CONC. SLAB

 3" = 1'-0"

7 GYP. BD. SEISMIC RESTRAINT

 3" = 1'-0"

17
TYP. LAYOUT OF ACOUSTIC
CEILING SUSPENSION

 3" = 1'-0"

13
TYP. LAYOUT - GYP. BD. CEILING
SUSPENSION

 3" = 1'-0"

14 TYP. SOFFIT DETAIL

 3" = 1'-0"

15 WOOD GRILLE CEILING SOFFIT

 3" = 1'-0"

5
TYP. WOOD GRILLE CEILING
PARALLEL TO PARTITION

 3" = 1'-0"

6
TYP. WOOD GRILLE CEILING
PERPENDICULAR TO PARTITION

 3" = 1'-0"

12
CUBICLE TRACK SUPPORT @ GYP.
BD. CEILING

 3" = 1'-0"

11
CUBICLE CURTAIN TRACK
SUPPORT @ ACOUSTICAL CEILING

 3" = 1'-0"

16 FLOATING GYP. BD. CEILING
 3" = 1'-0"

20
WALL WASH LIGHT AT FLOATING
GYP. BD. CEILING

 3" = 1'-0"

19
WALL WASH LIGHT AT WOOD
GRILLE SOFFIT

 3" = 1'-0"

18 LIGHTING FIXTURE @ TOILET ROOMS



TYPE 2 WINDOW SHADE WITH
SUPPORT BRACKET, METAL
POCKET, AND PAINTED ALUM.
CLOSURE PANEL

MOUNTING ANGLE

ACOUSTICAL CEILING
SYSTEM

6" X 16 GA. STEEL STUD S @ 16"
O.C., SECURE TO STRUCTURE
ABOVE

CURTAIN WALL SYSTEM

1/4"

6" X 16 GA. STEEL STUD BRACING
@ 4'-0" O.C., SEE

AS9-3

14

CONT. SEALANT

CONT. 1" X 1" ALUMINUM ANGLE,
ATTACH TO CURTAIN WALL
MULLION

EXTERIOR WINDOW AND
GLAZING SYSTEM

TYPE 1 WINDOW SHADE
WITH SUPPORT BRACKET
AND METAL POCKET

CLOSURE ASSEMBLY-
MOUNT W/TILE SUPPORT

ACOUSTICAL CEILING SYSTEM

CONT. TYPE 3
BACKING PLATE

EXTERIOR WALL

MOUNTING ANGLE

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

ALIGN

AS8-3

17

CURTAIN WALL SYSTEM

CONT. 1" X 1" ALUMINUM ANGLE,
ATTACH TO CURTAIN WALL MULLION

GLAZING

SUSPENDED GYP. BD. CEILING
SYSTEM, TYP.

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS9-3

2

CONT. SEALANT

ALIGN BOTTOM OF CLG. TO TOP
OF MULLION

SUSPENDED WOOD GRILLE
CEILING SYSTEM

CONT. 4" X 16 GA. STEEL TRACK,
TYP.

CONT. 8" HIGH EXTRUDED
ALUMINUM PERIMEER TRIM, CLIP
TO SUSPENDED ACOUSTICAL
CEILING SYSTEM

CONT. LIGHT FIXTURE

SUSPENDED ACOUSTICAL CEILING
SYSTEM

CONT. WOOD BLOCKING

4" X 16 GA. STEEL STUDS @ 16"
O.C., SECURE TO STRUCTURE
ABOVE AND PROVIDE BRACINGS
AS SHOWN ON

5/8" GYP. BD.

9"

CONT. 12 GA. STEEL BENT PLATE,
9" LONG LEG X 4" SHORT LEG X
WIDTH TO FIT LIGHT COVE,
SECURE TO CONT. BACKING
PLATE AND STEEL TRACK @ 12"
O.C. W/ 4- #8 TEKS SCREWS

CONT. TYPE 1 BACKING PLATE

PERIMETER ANGLE,
PAINTED

1
' -

 6
"

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS9-3

14

AS9-3

5

ACOUSTICAL CEILING SYSTEM

6" X 16 GA. STEEL STUDS @ 16"
O.C. ATTACH TO STRUCTURE
ABOVE

PROJECTION SCREEN WITH METAL
ENCLSOURE, W.O.

ALIGN

HANGER BRACKET BY
MANUFACTURER

2- #8 TEKS SCREWS, TYP.

3" X 3" X 5" WIDE X 1/8" STEEL
ANGLE W/ 2- 1/2" DIA. EXP.
BOLTS W/ 2 1/2" EMBEDMENT
MIN.

4" X 16 GA. STL. STUDS BRACING
@ 4'-0" O.C., SECURE TO STRL.
ABOVE

3- #8 TEKS SCREWS, TYP.

SHOT-IN ANCHOR
"HILTI" DN32P8 @
24" O.C., TYP.

METAL DECK WITH CONCRETE
FILL

FOR ADDITIONAL NOTES &
DIMENSIONS, SEE

4" X 16 GA. STEEL STUDS @
16" O.C., SECURE TO
STRUCTURE ABOVE,
PROVIDE BRACING AS
SHOWN ON

AS9-3

14

4" X 16 GA. STEEL STUDS
@ 16" O.C.

ACOUSTICAL
CEILING SYSTEM

5/8" GYP. BD., TYP.

4
"

CONT. LIGHT
FIXTURE

SUSPENDED GYP.
BD. CEILING SYSTEM

AS9-3A

8

SEE PLAN

6"

4
"

4" X 16 GA. STEEL STUD BRACING
@ 4'-0" O.C., SEE

SUSPENDED ACOUSTICAL CEILING

CONT. 16 GA. STEEL BENT PLATE, 9"
LONG LEG X 3" SHORT LEG X WIDTH TO
FIT LIGHT COVE, SECURE TO EA.
VERTICAL STEEL STUD W/ 4- #8 TEKS
SCREWS

5/8" GYP. BD., TYP.

CONT. LIGHT FIXTURE

SUSPENDED GYP. BD. CEILING

CONT. WOOD BLOCKING

4" X 16 GA. STEEL STUDS @ 16" O.C.,
TYP., SECURE TO STRUCTURE ABOVE

AS9-3

14

CONT. LIGHT FIXTURE WITH
MOUNTING BRACKET

ACOUSTICAL CEILING
SYSTEM
CONT. TYPE 1 BACKING PLATE

SEE PLAN FOR PTN. TYPE

12 GA. HANGER
WIRE @ 4'-0" O.C.
MAX.4"

SUSPENDED
ACOUSTICAL
CEILING SYSTEM

5/8" GYP. BD.

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

AS9-3

14
AS9-3A

3

4" X 16 GA. STL. STUD
@ 16" O.C.

CONT. LIGHTING
FIXTURE

1
' -

 0
"

CURTAIN WALL SYSTEM

CONT. 1" X 1" ALUMINUM ANGLE,
ATTACH TO CURTAIN WALL MULLION

GLAZING

SUSPENDED ACOUSTICAL CEILING
SYSTEM

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

PERIMETER ANGLE

AS9-3

1

ALIGN BOTTOM OF CLG. TO TOP
OF MULLION

SUSPENDED ACOUSTICAL
CEILING / GYP. BD. CEILING W.O.

3/8" Ø THREADED ROD HANGER

P1000 UNISTRUT BRACE @ 45° BOTH
DIRECTIONS

CONT. FIXED RAIL BY PATIENT LIFT
MANUFACTURER

CONT. BLOCKING

HEX NUT AND BASE PLATE @ SPRING OR
SADDLE NUT PER CEILING LIFT
MANUFACTURER'S RECOMMENDATION, TYP.

METAL DECK WITH CONC.
FILL

UNISTRUT P1546 ANGULAR FITTING
WITH 1/2" Ø BOLT AND SPRING NUT OR
CHANNEL NUT EACH END

UNISTRUT P1000T W/ ROD
STIFFENERS @ 18" O.C. MAX.

TRACK BRACKET

SIZES SHOWN FOR ALL MOUNTING
COMPONENTS ARE MINIMUM SIZES,
PROVIDE SUPPORTS AND COMPONENTS
BASED ON STRUCTURAL CALCULATIONS

CONT. 12" WIDE X
16 GA. STL. PL.
WELD TO METAL
DECK W/1" LONG
STICH WELD @ 1'-0"
O.C.,TYP.

UNISTRUT P1000 X 12" W/
(2) 1/2" Ø X 3 1/4" EMBED
HILTI KWIK BOLT TZ

NOTES:

1. REFERENCE OSHPD APPROVED FIXED
EQUIPMENT ANCHORAGE "OPA 0611-07"
DESIGN SEISMIC FORCE:  FP = 0.32WP

2.
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CEILING AND SOFFIT DETAILS CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-3A

 3" = 1'-0"

6
TYPE 2 WINDOW SHADE TOP
MOUNTED W/ ANGLE

 3" = 1'-0"

5
TYPE 1 WINDOW SHADE TOP
MOUNTED WITH ANGLE

 3" = 1'-0"

1 GYP. BD. CEILING @ CURTAINWALL

 3" = 1'-0"

16 LIGHT COVE AT PATIENT EDUCATION

 3" = 1'-0"

10 PROJECTION SCREEN SUPPORT

 3" = 1'-0"

12 LIGHT COVE AT NURSES STATION
 3" = 1'-0"

8 LIGHT COVE @ LOBBY

 3" = 1'-0"

3 LIGHTING FIXTURE @ HALLWAY

 3" = 1'-0"

4
LIGHTING FIXTURE AT HALLWAY
SOFFIT

 3" = 1'-0"

2 ACOUSTICAL CEILING @ CURTAINWALL

 3" = 1'-0"

14 CEILING MOUNTED PATIENT LIFT TRACK SUPPORT



FILLER
PANEL
TYPICAL

PTN. W.O.

1

2
XX

-

TA5

N6

A6

N6

C6

*N1

C
1 N

5

M
9

P
9

END PANEL
TYPICAL

TA4

P9N5

ELEVATION
M9

PLAN

ELEVATION

N6 N6 N1

A6 C6C1

1. PLAN INDICATION A1

2. WIDTH / DEPTH SCHEDULE

3. KNEE SPACE
DESIGNATION AT KNEE SPACES WITHOUT DRAWER = M

4. TYPICAL HEIGHT OF CASEWORK ARE TO TOP OF FINISH, UNLESS OTHERWISE NOTED:
BASE CABINETS - 36", 34" WHERE CASEWORK TYPE IS DOUBLED, e.g. AA2,
30" WHERE CASEWORK TYPE IS TRIPLED, e.g. AAA2
WALL CABINETS - UP TO CEILING AND AS SHOWN

5. TYPICAL DEPTH OF CASEWORK, UNLESS OTHERWISE SHOWN
BASE CABINETS - 22" @ 2'-0" D. COUNTERTOP, U.O.N.
WALL CABINETS - 14", UNLESS OTHERWISE NOTED

6. PROVIDE FINISH BASE MATERIAL IN
ACCORDANCE WITH ROOM MATERIALS AND
FINISH SCHEDULE. EXTEND BASE TO WALL
AT ALL CABINET RETURNS, BACK PANELS
AND END PANELS.UNIT TYPES ARE SHOWN ON FLOOR PLANS

ONLY.

PROVIDE BACKSPLASHES AT ENDS OF
COUNTERTOPS AT WALLS AND COLUMNS,
U.O.N.

ALL SHELVES ARE ADJUSTABLE, UNLESS
OTHERWISE NOTED.

PROVIDE ACCESSIBLE BACK PANELS AT ALL
SINK UNITS, SWING DOOR CABINET AND KNEE
SPACES.

CABINET TYPE

CABINET WIDTH

NO. WIDTH - W NO. WIDTH - W

1 16" 5 30"
2 18" 6 36"
3 21" 7 42"
4 24" 8 48"

9 SPECIAL

W* = NO. 5,6,7,8

KNEESPACES
W1 = 5, 6, 7
W2 = 8 OR LARGER

COUNTERTOP TYPE

COUNTERTOP
DEPTH

TA1

PROVIDE LOCK FOR ALL DRAWERS AND
DOORS.

COUNTERTOP MATERIAL AS SHOWN.  ALL
CABINETS AND SHELVES ARE WOOD, U.O.N.

DOOR SWINGS ARE AS SHOWN. " * "
DENOTES DOOR SWING OPPOSITE HAND.

"L" INDICATES LIGHT FIXTURE UNDER
UPPER CABINET, e.g. NL6, SEE

PROVIDE FINISH END PANELS FOR SUPPORT
OF COUNTERTOP AT UNDERCOUNTER
EQUIPMENT AND KNEE SPACES.

12.

7.

13.
8.

14.
9.

15.
10.

16.

AS9-4

10

PROVIDE COUNTERTOP SUPPORT AS SHOWN
ON

11.

AS9-4

16

2
"

PULL / LOCK W.O.

EDGE OF CABINET

LOCK W.O.

PULL

@ UPPER CABINET

1
 1

/2
"

1
"

1"

PULL / LOCK W.O.

EDGE OF CABINET

LOCK W.O.

PULL

@ BASE CABINET

1
"

1"

DRAWER / PULL

2" TYPICAL FOR
DRAWERS HIGHER
THAN 4"

PULL

@ DRAWER

1
 1

/2
"

1"

CL

.

CL

LOCK W.O.

(LOCK WHERE OCCURS AS SHOWN ON INTERIOR ELEVATIONS)

COUNTERTOP

M
RAIL

*

* RAIL HEIGHT:

3" @ 3'-0" HIGH COUNTERTOP
2" @ 2'-6" HIGH COUNTERTOP

.

1"

4" HIGH
BACKSPLASH
U.O.N.

BASE
CABINET

TA SOLID SURFACING COUNTERTOP

W

TB STAINLESS STEEL COUNTERTOP

TC RECYCLED HDPE COUNTERTOP

SOLID SURFACING COUNTERTOP

1/2" THICK EXTERIOR GRADE PLYWOOD

1
 1

/2
"

WOOD FRAME

FACE OF CABINET W.O.

EASE ALL EXPOSED EDGES, TYP.

1"

W

W*

A B

W

W*

6
 1

/2
"

6
 1

/2
"

T
Y

P
. 
H

E
IG

H
T

ADJUSTABLE SHELVES,
NUMBER OF SHELVES AS
SHOWN ON INTERIOR
ELEVATIONS, TYP.

LOCK, TYP.

C

W

D

W*

W

W*

6
"

6
"

W

W*

ADJUSTABLE SHELVES,
NUMBER OF SHELVES AS
SHOWN ON INTERIOR
ELEVATIONS, TYP.

LOCK, TYP.

N = 1' - 2" DEEP

P = 1' - 10" DEEP

FILLER PANEL, W.O.

UPPER CABINET

BASE CABINET

6
" 

 .
6

" 
 .

AS9-4

3

AS9-4

6

AS9-4

4

TYPE 1 BACKING PLATE

LINE OF CEILING

SECURE TO BKG. PL. W/ #10
TEKS SCREWS @ 12" O.C. &
ENDS

1
/4

"

3/8" DIA. HILTI KB3 W/ 3" EMBEDMENT @
16" O.C.

CONT. 2X4

CONT. 2X

BASE CABINET

#10 x 3" WOOD SCREW @  2'-0" O.C.

3" 1
/8

"

TYPE 1 BACKING PLATE

SECURE TO BKG. PL. W/ #10
TEKS SCREWS @ 12" O.C. &
ENDS

T
Y

P
.

1
/2

"
M

IN
.

SIDE SPLASH

COUNTERTOP

UNDER COUNTER CABINET
WHERE OCCURS

SIDE PTN./ COLUMN FURRING

1/4"

1/2" MIN.

SEISMIC LIP AT CABINETS W/O
DOOR, TYP.

DOOR W.O.

1 X MDF TRIM

ALIGN

LIGHT FIXTURE W/ 1/4" THICK
METAL WASHERS SPACER, TYP.
SHOWN DOTTED W.O.

LINE OF BOTTOM OF UPPER
CABINET

1X HARDWOOD TRIM W/ PLASTIC LAMINATE
FINISH ON ALL EXPOSED SURFACES, TYP.

SHELF W/ CENTER REST BOLTED TO
BRACKET & SCREWED TO BOTTOM OF
SHELVES

3
/4

"

ADJUSTABLE SHELF: 1 1/8" THICK EXTERIOR
GRADE PLYWOOD W/ PLASTIC LAMINATE
FINISH ON ALL EXPOSED SURFACES

S
E

E
 P

L
A

N

3"

FACE OF PTN., W.O.

3/4" THICK PLYWOOD WITH PLASTIC
LAMINATE FINISH ON ALL EXPOSED
SURFACES

CONTINUOUS 2X4 WOOD FRAME,
TYP.

LINE OF COUNTERTOP ABOVE

1
"

1/2"

5
"

S
E

E
 P

L
A

N

2" X 2" X 3/16" STEEL ANGLE @
4'-0" O.C. MAX AND ON BOTH
ENDS, SECURE TO METAL
STUDS W/ 4- 1/2" DIA. MACHINE
BOLT

1
"

1
"

2
' -

 0
"

E
Q

E
Q

E
Q

E
Q

SECURE W/ (4) #8 WOOD
SCREWS

3/4" THICK EXT. GRADE
PLYWOOD

SEE PLAN FOR PTN. TYPE

16 GA. STEEL STUDS @ 16" O.C.

CONT. 2" X 2" X 3/16" STEEL
ANGLE

SEE PLAN

EASE ALL EDGES AND
CORNERS, TYP.

4
"

TACKBOARD WHERE OCCURS
1/4"

1/2" THICK SOLID SURFACING
BACKSPLASH & SIDESPLASH

3/4" THICK SOLID SURFACING
COUNTERTOP

1"

CL STEEL STUDS

3/4"

4
"

CONT. TYPE 1
BACKING PLATE

CONT. SEALANT

STAINLESS STEEL
BACKSPLASH AND
COUNTERTOP

R = 1/4"

CONT. BLOCKING
SUPPORT, TYP.

1" THICK EXTERIOR
GRADE PLYWOOD

BACK OF CABINET
(SHOWN DASHED)

1"

CONT. 14 GA.
STAINLESS STEEL
REINFORCEMENT AT
APRON ONLY

CABINET (SHOWN
DASHED)

1 1/2"

3/16" RECESS

@ PARTITION @ EDGE

.

3/4" THICK SOLID SURFACING
COUNTERTOP, EASE ALL EXPOSED
EDGES AND CORNERS, TYP.

3/4" THICK SOLID SURFACING
SIDESPLASH

SPLICE

1/2" THICK SOLID SURFACING
BACKSPLASH

BASE
CABINET

BASE
CABINET

A
L
IG

N

1
 1

/2
"

1/2" THICK SOLID SURFACING
SIDESPLASH

FOR ADDITIONAL NOTES AND
DIMENSIONS, SEE

ALIGN

AS9-4
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CASEWORK SCHEDULE AND

DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-4

MODULAR CASEWORK SCHEDULE1
NOTES

CASEWORK LEGEND KNEESPACES HARDWARE LOCATIONBASE CABINET

UPPER CABINET

COUNTERTOPS

 3" = 1'-0"

7 COUNTERTOP EDGE

 3" = 1'-0"

2 TYPICAL CASEWORK ANCHORAGE

 3" = 1'-0"

3 TYPICAL ANCHORAGE @ CABINET TOP

 3" = 1'-0"

4 TYPICAL ANCHORAGE @ CABINET BASE

 3" = 1'-0"

6 TYPICAL ANCHORAGE @ CABINET WALL

 3" = 1'-0"

8 TYPICAL COUNTER TOP @ PARTITION

 3" = 1'-0"

10 LIGHT FIXTURE AT UPPER CABINET

 3" = 1'-0"

11 SEISMIC LIP @ OPEN SHELVES

 3" = 1'-0"

12 TYPICAL END PANEL
 1 1/2" = 1'-0"

16 COUNTERTOP SUPPORT

 3" = 1'-0"

14 STAINLESS STEEL COUNTERTOP

 3" = 1'-0"

15 HIGH/LOW COUNTERTOP



2" DIA. HOLE W/ GROMMET AT
SOLID SURFACING COUNTERTOP,
COLOR TO MATCH COUNTERTOP
COLOR, TYP.

LINE OF FINISH / SUPPORT BELOW,
TYP.

SPANNING STEEL TUBE
COUNTERTOP SUPPORT BELOW,
TYP.

AS9-4A

9

C
L
R

.

3
' -

 1
"

AS9-4A 10

AS9-4A

13
A

L
IG

N

AS9-4B

13

QUARTZ SURFACING
COUNTERTOP

SOLID SURFACING COUNTERTOP

PTN.
4

' -
 1

0
"

19

AS9-4B

20

AS9-4B

NOTE:

3' - 0"

11' - 3 1/2"

2" X 2" X 1/4" STEEL ANGLE
COUNTERTOP END SUPPORT W/
SPANNING STEEL TUBES, SEE

INTERMEDIATE
COUNTERTOP
SUPPORT BELOW,
TYP.

AS9-4B

1

RECEPTION DESK PLANS AND DETAILS SHOWN
ARE FOR DESIGN INTENT, CONTRACTOR SHALL
PROVIDE ALL NECESSARY DETAILS AND
ACCESSORIES AS REQUIRED FOR COMPLETE
INSTALLATION

1.

FACE OF PTN.

SOLID SURFACING
COUNTERTOP

QUARTZ SURFACING
COUNTERTOP

STAINLESS STEEL
PANEL

RESIN PANEL AND
SUPPORT

AS9-4B

7

AS9-4B

8

AS9-4B

16

EQUAL PANEL EQUAL PANEL

AS9-4B

3

QUARTZ SURFACING
COUNTERTOP

RESIN PANEL AND
SUPPORT

STAINLESS STEEL
PANEL

AS9-4B

3

AS9-4B

3

FACE OF PTN.

QUARTZ SURFACING
COUNTERTOP

SOLID SURFACING SIDE
AND BACK SPLASH

PLASTIC LAMINATE

RESIN PANEL AND
SUPPORT

STAINLESS STEEL
PANEL

INTERMEDIATE
COUNTERTOP SUPPORT

AS9-4B

1
AS9-4B

7

AS9-4B

8

2 3

SIM.

2" DIA. HOLE W/ GROMMET, COLOR TO
MATCH COUNTERTOP COLOR, TYP.

2" X 2" X 1/4" STEEL ANGLE COUNTERTOP
END SUPPORT W/ SPANNING STEEL
TUBES, SEE

INTERMEDIATE COUNTERTOP
SUPPORT BELOW, TYP.

FACE OF PTN.

QUARTZ SURFACING COUNTERTOP

AS9-4B

4

9

RECEPTION DESK PLAN AND DETAILS SHOWN BELOW ARE FOR
DESIGN INTENT, CONTRACTOR SHALL PROVIDE ALL NECESSARY
DETAILS AND ACCESSORIES AS REQUIRED FOR COMPLETE
INSTALLATION

FOR ADDITIONAL NOTES AND DIMENSIONS, SEE

1.

2.

NOTES

AS9-4A

2

LINE OF FINISH / SUPPORT BELOW, TYP.

SOLID SURFACING COUNTERTOP

AS9-4A

14

2" DIA. HOLE W/ GROMMET, COLOR
TO MATCH COUNTERTOP COLOR

2" X 2" X 1/4" STEEL ANGLE
COUNTERTOP END SUPPORT
W/ SPANNING STEEL TUBES,
SEE

LINE OF FINISH / SUPPORT
BELOW, TYP.

SOLID SURFACING COUNTERTOP

19' - 2"

7
' -

 7
"

3
' -

 0
"

19

AS9-4B

20

AS9-4B

20

AS9-4B

20

AS9-4B

6
' -

 6
"

NOTE:

FOR ADDITIONAL NOTES AND DIMENSIONS, SEE

AS9-4A

2

QUARTZ SURFACING COUNTERTOP

INTERMEDIATE COUNTERTOP
SUPPORT BELOW, TYP.

NURSE STATION PLANS AND DETAILS SHOWN BELOW ARE FOR DESIGN
INTENT, CONTRACTOR SHALL PROVIDE ALL NECESSARY DETAILS AND
ACCESSORIES AS REQUIRED FOR COMPLETE INSTALLATION

1.

2.

AS9-4A 9
SIM.

AS9-4A10

AS9-4A

11

AS9-4A

SIM.

AS9-4B

1

SIM.

AS9-4A

12

14

EQUAL PANEL EQUAL PANEL EQUAL PANEL

AS9-4B

16

AS9-4B

3

AS9-4B

3

QUARTZ SURFACING
COUNTERTOP

RESIN PANEL AND
SUPPORT

STAINLESS STEEL
PANEL

TYP.

QUARTZ SURFACING
COUNTERTOP

SOLID SURFACING
COUNTERTOP AND
BACK SPLASH

PLASTIC LAMINATE

RESIN PANEL AND
SUPPORT BEYOND

2 22 3 3

INTERMEDIATE
COUNTERTOP
SUPPORT, TYP.

RESIN PANEL AND
SUPPORT

STAINLESS STEEL
PANEL

AS9-4B

1

QUARTZ SURFACING
COUNTERTOP

PLASTIC LAMINATE

FACE OF PTN.

SOLID SURFACING
COUNTERTOP, SIDE,
AND BACK SPLASH

INTERMEDIATE
COUNTERTOP
SUPPORT

AS9-4B

7

AS9-4B

8
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ENLARGED CASEWORK PLANS,

ELEVATIONS, AND DETAILS

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-4A

 3/4" = 1'-0"

2 PLAN DETAIL AT RECEPTION DESK IN RECEPTION 103

 3/4" = 1'-0"

9 RECEPTION DESK ELEVATION

 3/4" = 1'-0"

10 RECEPTION DESK ELEVATION

 3/4" = 1'-0"

13 RECEPTION DESK ELEVATION

 3/4" = 1'-0"

4 PLAN DETAIL AT RECEPTION DESK IN INTAKE SCHEDULING 203

 3/4" = 1'-0"

3 PLAN DETAIL AT NURSE STATION IN NURSES STATION 111C
 3/4" = 1'-0"

11 NURSE STATION ELEVATION

 3/4" = 1'-0"

12 NURSE STATION ELEVATION

 3/4" = 1'-0"

14 RECEPTION DESK ELEVATION



NOTES:

1. PAINT ALL EXPOSED STEEL SURFACES, COLOR TO MATCH ADJACENT SURFACE COLOR.

2. EASE ALL EXPOSED EDGES AND CORNERS.

3. AT EACH COUNTERTOP SUPPORT LOCATION, PROVIDE TWO VERTICAL FULL HEIGHT BACK
TO BACK 16 GA. STUDS AT PARTITION

CONTINUOUS 1" X 1" X 1/4" THICK
STEEL TUBE, TYP.

COUNTERTOP

2" X 2" X 1/4" THICK STEEL ANGLE

CASEWORK SUPPORT / PTN /
COLUMN BEYOND, W.O.

3 - #12 S.M.S. TO BACKING PLATE
TYPE 1 AT PTN. OR 3 - 1/4" Ø X
LENGTH AS REQUIRED WOOD
SCREWS AT CASEWORK SUPPORT

1" MIN.

2" 2"

TYP.

PROVIDE METAL SPACER
COUNTERTOP SUPPORT
@ EACH INTERMEDIATE
MEMBERS OF SUPPORT
FRAME ABOVE, TYP.

4"

PROVIDE METAL
SPACER COUNTERTOP
SUPPORT @ EACH
INTERMEDIATE MEMBERS
OF SUPPORT FRAME
ABOVE

1/4" THICK BENT STEEL PLATE
W/ PRE-DRILLED HOLES,
ANCHOR W/ 3/8" Ø X LENGTH AS
REQUIRED SELF- TAPPING
METAL SCREWS

@ INTERMEDIATE SUPPORT

EDGE OF
COUNTERTOP

CONTINUOUS 1" X 1" X 1/4" THICK
STEEL TUBE, TYP.

1/2" THICK STEEL PLATE

55°

35° 2" 3"

1/8"
TYP.

1
" 

M
IN

.,
 T

Y
P

.

3"

2
"

FOR KNEE SPACE WIDTH GREATER THAN 6'-0" LONG

@ END SUPPORT

FOR KNEE SPACE WIDTH EQUAL TO OR UNDER 6'-0" LONG

.

.

SUPPORT BELOW LOW
COUNTERTOP

LINE OF HIGH COUNTERTOP
ABOVE

RESIN PANEL AND SUPPORT

CONTINUOUS 2X4 WOOD FRAME,
TYP.

LINE OF LOW
COUNTERTOP

3/4" THICK PLYWOOD WITH PLASTIC
LAMINATE FINISH ON ALL EXPOSED
SURFACES

2
' -

 8
"

1
' -

 0
"

2
' -

 7
"

1
"

1/8"

LINE OF HIGH COUNTERTOP
ABOVE

CONTINUOUS 2X4 WOOD FRAME,
TYP.

LINE OF LOW
COUNTERTOP ABOVE

3/4" THICK PLYWOOD WITH PLASTIC
LAMINATE FINISH ON ALL EXPOSED
SURFACES, TYP.

2
' -

 8
"

1
' -

 0
"

2
' -

 7
"

RESIN PANEL AND SUPPORT
3"

LINE OF HIGH COUNTERTOP
ABOVE

RESIN PANEL AND SUPPORT,
TYP.

CONTINUOUS 2X4 WOOD FRAME,
TYP.

3/4" THICK PLYWOOD WITH WHITE
COLOR PLASTIC LAMINATE FINISH
BEHIND RESIN PANEL

1
' -

 0
"

1' - 0"

1
/8

"

1/2" THICK SOLID SURFACING SIDE
AND BACK SPLASH

2' - 8"

3/4" THICK PLYWOOD WITH P. LAM.
FINISH ON ALL EXPOSED SURFACES,
TYP.

LINE OF HIGH COUNTERTOP
ABOVE

RESIN PANEL AND SUPPORT

CONTINUOUS 2X4 WOOD FRAME,
TYP.

EDGE OF LOW
COUNTERTOP

1/2" THICK SOLID SURFACING
BACK AND SIDE SPLASH

1
/8

"

A
L
IG

N

SEE PLAN FOR PTN. TYPE

LINE OF HIGH COUNTERTOP
ABOVE

RESIN PANEL AND SUPPORT

CONTINUOUS 4X WOOD FRAME,
TYP.

LINE OF LOW
COUNTERTOP

3/4" THICK PLYWOOD WITH WHITE
COLOR PLASTIC LAMINATE FINISH
BEHIND RESIN PANEL

1
' -

 0
"

1/2" THICK SOLID SURFACING
SIDE AND BACK SPLASH

1/8" 3"

SCRIBE CASEWORK TIGHT TO
PARTITION

1/2" THICK RESIN
PANEL

1'-0" HIGH CONT. 16 GA.
STAINLESS STEEL
ADHERE TO 3/4" THICK
PYLWOOD

2X4 WOOD STUDS
@ 16" O.C., MAX.,
TYP.

3/4" PLYWOOD WITH P.
LAM. FINISH ON ALL
EXPOSED SURFACES

3/8" DIA. EXPANSION
BOLT @ 16" O.C., MAX.

1' - 0"

1/2"

1
/8

"

1
' -

 0
"

3
' -

 6
"

1
 1

/2
"

2' - 8"

CONT. WHITE COLOR P.
LAM. FINISH ABOVE
STAINLESS STEEL
PANEL BELOW ON
PLYWOOD

FOR ADDITIONAL NOTES AND
DIDMENSIONS, SEE

AS9-4B

20

1/2" THICK RESIN
PANEL

1'-0" HIGH CONT. 16 GA.
STAINLESS STEEL
ADHERE TO 3/4" THICK
PYLWOOD

2X4 WOOD STUDS
@ 16" O.C., MAX.,
TYP.

3/4" PLYWOOD WITH P.
LAM. FINISH ON ALL
EXPOSED SURFACES

3/8" DIA. EXPANSION
BOLT @ 16" O.C., MAX.

1' - 0"

1/2"

1"

1
/8

"

1
' -

 0
"

3
' -

 6
"

1
 1

/2
"

2' - 8"

CONT. WHITE COLOR P.
LAM. FINISH ABOVE
STAINLESS STEEL
PANEL BELOW ON
PLYWOOD

2
' -

 6
"

1
/4

"

POINT SUPPORT
HARDWARE
PROVIDED BY
RESIN PANEL MFG.

EASE ALL CORNERS
AND EDGES, TYP.

LINE OF HIGH COUNTERTOP
ABOVE

RESIN PANEL AND SUPPORT

CONTINUOUS 4X WOOD FRAME,
TYP.

LINE OF LOW
COUNTERTOP

3/4" THICK PLYWOOD WITH WHITE
COLOR PLASTIC LAMINATE FINISH
BEHIND RESIN PANEL

1
' -

 0
"

1/2" THICK SOLID SURFACING
BACK SPLASH

3" TYP.1/8"
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MEDICAL PROCEDURES

MINOR (CEMP)

MMC TW
AS9-4B

 3" = 1'-0"

13 COUNTERTOP STEEL SUPPORT

 3" = 1'-0"

7 RECEPTION DESK PLAN DETAIL

 3" = 1'-0"

8 RECEPTION DESK PLAN DETAIL

 3" = 1'-0"

3 RECEPTION DESK PLAN DETAIL

 3" = 1'-0"

1 RECEPTION DESK PLAN DETAIL

 3" = 1'-0"

4 RECEPTION DESK PLAN DETAIL

 1 1/2" = 1'-0"

19 SECTION @ ACCESSIBLE COUNTER

 1 1/2" = 1'-0"

20 SECTION @ RECEPTION DESK
 3" = 1'-0"

16 TYPICAL JOINT AT RESIN PANEL



UP

C

B

A

2 3 4

6

5

C.3

C.4

2.5 3.1 5.4

A.6

1

115

ELECTRICAL

111

PRE-OP /

RECOVERY

111C

NURSES

STATION

111A

PATIENT

TOILET /

SHOWER

102A

CONSULTATION

111B

PATIENT

TOILET

103

RECEPTION

111D

MEDICATION

PREP

104

INTAKE NURSE

108

HAC

114

TELCOM

109

STAFF

TOILET

106

ELEVATOR

MACHINE 107

PUBLIC

FAMILY

TOILET

NO. 1

ELEVATOR

101

ENTRY

VESTIBULE

112

PATIENT

HALLWAY

113

STAFF

TOILET

111F

WAITING

124

STAFF

HALLWAY

117

PROCEDURE

116

PROCEDURE

118

PROCEDURE

119

PROCEDURE -

ERCP

121

PROCEDURE -

EUS / ERCP

122

PROCEDURE -

GI/

BRONCHOSCOPY

123

PROCEDURE -

BRONCHOSCOPY/

FLUOROSCOPY

133

SOILED

LINEN

134

SOILED

UTILITY

136

MECHANICAL

132

DECONTAMINATION

137

PUMP /

COMPRESSOR

138

ELECTRICAL

139

STORAGE

126

PHYSICIANS /

FELLOWS

127

CLEAN

LINEN

128

CLEAN

UTILITY

129

CLEAN SCOPE

STORAGE

131

SCOPE

REPROCESSING

P-5

RS-1 RS-2

RS-3

102

LOBBY

TT-1

PT-1

PT-1

P-5

P-5

PT-1
PT-1

RS-1

RS-1

CP-1

C

C

C

C

C

C

C

PT-1

PT-1

RS-4

AS9-1C

20

AS9-1C

16

AS9-1C

18

AS9-1C

15

130

CHANGING

11' - 0" 7' - 10"

ENTRANCE
FLOOR MAT

14' - 6"

TYP.

TYP.

TYP. TYP.

TYP.

A
L
IG

N

A
L
IG

N

6" TYP.

6
" 

T
Y

P
.

14' - 6"

ALIGN

6
"

4
' -

 2
"

4
' -

 6
"

3
' -

 6
"

6" TYP.

ALIGN

CARPET TILE AT CONSULTATION, PRIVATE OFFICES AND AS SHOWN ON DRAWINGSSHAW
CONTRACT
GROUP

QUARTZ TILE 5T017 /
COLOR:  ZIRCON 14740CP-1

TYPICAL CONCRETE SEALER AT ELECTRICAL, STORAGE, PUMP / COMPRESSOR,
MECHANICAL, ELEVATOR MACHINE, TELECOM, ROOF ACCESS, U.O.N.

STONE
TECHNOLOGIES,
CORP.

CONCRETE SEALER X-1 /
COLOR: CLEARC

PORCELAIN TILE / TYPICAL FIELD FLOOR TILE AT SHOWERS, HACS AND ALL
TOILETS, U.O.N.

STRUCTURE /
COLOR:  SHALE, AV223PT-1

CROSSVILLE

RESILIENT TERRAZZO TILE / TYPICAL FIELD FLOOR TILE AT FIRST FLOOR LOBBY,
RECEPTION, STAIR, SECOND FLOOR HALLWAY, WAITING AND INTAKE NURSE /
SCHEDULING, U.O.N.

FLOORAZZO MARBLE /
COLOR:  SAND DUNETT-1

MATS INC.

ENTRANCE MAT AT VESTIBULE AS SHOWN ON DRAWINGCONSTRUCTION
SPECIALITIES

M2 PEDIMAT AA / ANODIZED
ALUMINUM FRAME / CASTLE
GRAY 7323 INSERT

ENTRANCE
MAT

TYPICAL CONCRETE PAVERS AT ROOF DECK,, U.O.N.STEPSTONE CAL ARC PAVER /
COLOR:  PORCELAIN / 1813

CONCRETE
PAVER

SYMBOL MANUFACTURER MODEL NO. / COLOR DESCRIPTION / LOCATION

C=CONCRETE CP=CARPET CT=CERAMIC TILE P=PAINT PL=PLASTIC LAMINATE PT=PORCELAIN TILE RS=RESILIENT SHEET TT=TERRAZZO TILE

COLOR: HILLSMERE
KM3411-1

COLOR: CONSTANCE
KM3852-2

DAL-TILE MODERN DIMENSIONS
URBAN PUTTY 0161CT-1

CERAMIC TILE / FIELD WALL TILES AT ALL TOILETS, SHOWERS, HAC, AND AS SHOWN ON
DRAWINGS

P-4

P-5

PAINT / ACCENT COLOR AT OFFICE AND SECOND FLOOR HALLWAY AS SHOWN ON
DRAWING

KELLY MOORE

KELLY MOORE PAINT / ACCENT COLOR AT FIRST FLOOR PATIENT HALLWAY AND STAFF HALLWAY
AS SHOWN ON DRAWING

SYMBOL MANUFACTURER MODEL NO. / COLOR DESCRIPTION / LOCATION

DAL-TILE COLOR WAVE /
COLOR: GREEN PARADE
CW15

CT-2
GLASS MOSAIC TILE / ACCENT WALL TILES AT ALL TOILETS, SHOWERS, AND AS
SHOWN ON DRAWINGS

COLOR:  MANITOBA
MAPLE 7911-60PL-1

WILSONART

PURLINE / PUR LEVANTE /
COLOR:  CAPPUCCINO
PB00004LE

RS-3
MATS INC.

PURLINE / PUR TIMBER /
COLOR:  PACIFIC OAK
PB00037TI

RS-2
MATS INC.

PURLINE / PUR RESIDENZ /
COLOR:  ALMOND CHIP
PB00029RE

RS-1
MATS INC.

PLASTIC LAMINATE / TYPICAL CASEWORK, U.O.N.

RESILIENT SHEET AT INTAKE NURSE, PRE-OP/RECOVERY, NURSES STATION,
MEDICATION PREP, WAITING, EXAM ROOMS, SECOND FLOOR HALLWAY, AND
LOCKERS, U.O.N.

RESILIENT SHEET AT PRE-OP/RECOVERY, NURSES STATION, PATIENT
EDUCATION, EXAM ROOMS, SECOND FLOOR HALLWAY, STAFF LOUNGE, AND
COPY, U.O.N.

RESILIENT SHEET AT PRE-OP/RECOVERY, NURSES STATION, EXAM ROOMS AND
SECOND FLOOR HALLWAY, U.O.N.

KELLY MOORE COLOR: PRESTINE LINEN
OW-228-1P-1

PAINT / ACCENT COLOR AT STAFF LOUNGE AS SHOWN ON DRAWINGKELLY MOORE COLOR: FRONTENAC HILLS
KM3420-2P-2

KELLY MOORE COLOR: SUPREME BEAN
KM4030-2

PAINT / ACCENT COLOR AT EXAM ROOMS TYP. AS SHOWN ON DRAWING
P-3

PAINT / FIELD COLOR AT ALL WALLS, GYP. BD. CEILING / SOFFIT, U.O.N.

SYMBOL MANUFACTURER MODEL NO. / COLOR DESCRIPTION / LOCATION

NORAPLAN ENVIRONCARE,
ARTICLE 1463 /
COLOR:  LACE VINE 2945

RS-4
NORA SYSTEMS,
INC.

RUBBER SHEET PROCEDURE ROOMS, FIRST FLOOR PATIENT HALLWAY, STAFF
HALLWAY, CLEAN LINEN, PHYSICIANS / FELLOWS, CLEAN UTILITY, CLEAN SCOPE
STORAGE, SCOPE REPROCESSING, CHANGING, DECONTAMINATION, SOILED
LINEN AND SOILD UTILITY, U.O.N.

C
T

-2

FINISH CEILING

9'-0" A.F.F. U.O.N.

FINISH FLOOR

0' - 0"

1
 S

H
E

E
T

 M
E

S
H

 M
O

U
N

T
E

D
A

C
C

E
N

T
 T

IL
E

9
 F

U
L

L
 T

IL
E

S

C
T

-1

FIELD WALL
TILE

CT-1

TYP.

FLOOR
BASE TILE

PT-1

INROF

A

LI

STATE
CAOF

CHI ET

C

RA

T

NS DE

LI

EC

RENEWAL DATE

C-29350
MEI-MEI CHAN

11-30-15

N

Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         ofIssues & Revisions: Date

CONSULTANTS:

VANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CAVANCHCS - MATHER, CA

ARCHITECT/ENGINEERS:
Office of
Facilities

Management

APRIL 22, 2014 ----

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

16
8

4
0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231, OCT 1978

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

T (415) 682-7376       F (415) 682-7339

239  9TH STREET,  SUITE 201
SAN FRANCISCO, CA  94103

612-111

www.meiarchitects.com

KEY PLAN

FULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTSFULLY SPRINKLERED           100% CONSTRUCTION DOCUMENTS
5/9/2014 11:53:05 AM

FIRST FLOOR FINISH PLAN &

FINISHES AND COLOR SCHEDULES

CONSOLIDATE / EXPAND

MEDICAL PROCEDURES
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